
NYC Department of Education

Building Condition Assessment Survey 2010-2011

K008Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 8 - BROOKLYN, 37 HICKS STREET, BROOKLYN, NY, 11201School:

 1910122 2011-02-09  07:36AM 2011-04-20  08:23AMARCHITECTURAL - SENIOR
 1690114 2011-02-09  07:35AM 2011-02-16  10:53AMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Seth Phillips
Principal Organization P.S. 8 - Brooklyn
Meeting with Principal? No
Principal Feedback The principal did not have any comments regarding the condition 

of the building
Custodian Anthony Snyder
Fireman Was not present
Building Square Footage  52,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 3+B
Comments on the Year Built 1907
Comments on the Student Population 514
Comments on the Staff Population 65
Comments on the Number of Classrooms 22
Weather Fair
Facade Photo

Along Hicks Street - North East View
Main Entrance Photo

Facade A - Hicks Street
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Roof Photo

Roof 4 - South West View
Have any Systems/Major Building Components been upgraded? Systems: Water Proofing Basement

Years: 2011

Systems: Brick and Stone Repair and Re-pointing
Years: 2006

Systems: Roofing Repairs
Years: 2000

Systems: Roofing and Exterior Doors
Years: 1995

Systems: Masonry Re-Point and 3rd Floor New Windows
Years: 2010
A 20,000 s.f. 3 story addition is 75% complete. The new addition 
will have two elevators and   handicap accessibility.

Have there been any New Building Additions?

Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility
Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? No
Building Accessibility Status? Not Accessible. Building is not Functionally 

Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES

NoExterior Entrances & Exits
SADDLE HEIGHT > 1/2"

NoNoExterior H/C Lifts

YesNoExterior Ramps and Railings
INTERIOR ROUTES

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

NoInterior Elevators

YesNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
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