
NYC Department of Education

Building Condition Assessment Survey 2010-2011

K020Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 20 - BROOKLYN, 225 ADELPHI STREET, BROOKLYN, NY, 11205School:

 2170074 2011-02-23  04:02PM 2011-04-17  11:42PMARCHITECTURAL - SENIOR
 1810129 2011-02-23  08:43AM 2011-03-02  03:30PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Lena Barbera
Principal Organization P. S. 20 - Brooklyn
Meeting with Principal? No
Principal Feedback The Principal returned the questionnaire with the following 

comments: 1) The plumbing is inadequate. Several classrooms 
have no running water. 2) Toilet room partitions are deteriorated 
and are in need of replacement. 3) Urinals are in very poor 
condition and  need to be replaced.

Principal Name Allison Pell
Principal Organization K493- Junior High School-Brookyn
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Orlando Garcia
Fireman Gary Grant (Handyman)
Building Square Footage  92,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 3+B
Comments on the Year Built 1951
Comments on the Student Population 670
Comments on the Staff Population 90
Comments on the Number of Classrooms 60
Weather Fair
Facade Photo

Adelphi Street
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Main Entrance Photo

Adelphi Street

Roof Photo

Roof 3
Have any Systems/Major Building Components been upgraded? Systems: Windows

Years: 2009

Systems: Partial First Floor, Basement Flooring and Exterior 
Doors

Years: 2007

Systems: Roofs, Parapets and Exterior Facade repairs
Years: 1997

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility
Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? No
Building Accessibility Status? Not Accessible. Building is not Functionally 

Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES

YesExterior Entrances & Exits
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