
NYC Department of Education

Building Condition Assessment Survey 2010-2011

K035Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 35 - BROOKLYN, 272 MCDONOUGH STREET, BROOKLYN, NY, 11233School:

 2160013 2010-11-02  08:55AM 2011-04-21  03:51PMARCHITECTURAL - SENIOR
 1920029 2010-11-02  07:50AM 2011-02-17  06:06PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Jackie Charles-Marcus
Principal Organization I.S. 35 - Brooklyn
Meeting with Principal? Yes
Principal Feedback The Principal's concerns are as follows: 1) The Electrical systems 

need an upgrade in capacity and quantity of receptacles. 2) The 
PA System is in need of an upgrade.

Principal Name Nakia Haskins
Principal Organization Brooklyn Brownstone School
Meeting with Principal? Yes
Principal Feedback The Principal's concerns are as follows: 1) There is an uneven 

distribution of Heating and Cooling in the Building.  2) The 
Drinking Fountains are in need of an upgrade.  3) Rooms 301, 
302, and 303 are in need of Power Receptacle upgrades.  4) The 
School's Toilet Room Plumbing is in need of an upgrade.

Custodian Mike Caruso, T.C.
Fireman Luis Seda
Building Square Footage  113,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 4+B+SB
Comments on the Year Built 1926
Comments on the Student Population 452
Comments on the Staff Population 86
Comments on the Number of Classrooms 45
Weather Fair
Facade Photo

MacDonough Street Facade
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Main Entrance Photo

MacDonough Street Main Entrance

Roof Photo

Roof 1
Have any Systems/Major Building Components been upgraded? Systems: Windows

Years: 2010

Systems: Windows
Years: 2009

Systems: Partial Exterior Doors
Years: 2007

Systems: Roof, Brick Repointing
Years: 1999
New Wing, 1948Have there been any New Building Additions?

Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

Fire DoorsMissing Fire Doors Corridors adjacent to 
Rooms 236 and 331

Fireman: Luis Seda

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded
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