
NYC Department of Education

Building Condition Assessment Survey 2010-2011

K048Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 48 - BROOKLYN, 6015 18 AVENUE, BROOKLYN, NY, 11205School:

 1940072 2010-12-20  12:38PM 2011-01-17  12:20PMARCHITECTURAL - SENIOR
 1880071 2010-12-20  03:02PM 2011-01-19  05:33PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

Due to the work described above, the building exterior is 
completely hidden behind scaffolding and netting. Cornice, 
Exterior Walls, Exterior Window Guards, and Lintels, were 
inaccessible.

Comments on Inaccessible Inspection

Principal(s) Information
Principal Name Diane Piccuci
Principal Organization P.S. 48 - Brooklyn
Meeting with Principal? Yes
Principal Feedback The Principal's comments were as follows:

1. Air quality is a concern, with the construction work going on
2. The PA system does not work properly

Custodian Keith Russel
Fireman Was not present
Building Square Footage  60,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 5 + B
Comments on the Year Built 1915
Comments on the Student Population 655
Comments on the Staff Population 86
Comments on the Number of Classrooms 44
Weather Fair
Facade Photo

Corner of 18th Avenue and 61st street
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Main Entrance Photo

6015 18th Avenue

Roof Photo

Roof 1
Have any Systems/Major Building Components been upgraded? Systems: New Parapets, new Roofing, new Plaza Deck, 

Bulkheads Walls, Windows and Doors, Chimney 
repairs and Exterior Wall repairs

Years: currently under construction

Systems: Exterior Wall repairs, Roof repairs
Years: 2009

Systems: Roofing
Years: 1998

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

ChimneyBrick was removed from 
the chimney, from roof 
level up, about 8 feet all 
around, leaving the brick 
above it hanging with no 
support or shoring.

Roof 1 Keith Russel, 
Custodian

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded
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