
NYC Department of Education

Building Condition Assessment Survey 2008-2009

K054Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 54 - BROOKLYN, 195 SANFORD STREET, BROOKLYN, NY, 11205School:

 1201050 2009-03-13  08:42AM 2009-06-29  01:31PMARCHITECTURAL - SENIOR
 1280087 2009-03-13  08:42AM 2009-03-18  03:46PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Lorna Khan
Principal Organization P. S. 54-Brooklyn
Meeting with Principal? No
Principal Feedback The Principals questionnaire includes the following concerns and 

comments: 1. The Schoolyard has several cracks which pose a 
danger to students. 2. The PA System does not work in all 
Classrooms. 3. The Electrical System need to be upgraded to 
sustain air-conditioners in some Classrooms. 4. The broken tiles 
and eroding floors need to be repaired/replaced. 5. There are 
broken Classroom Doors and Closet Doors. 6. The Ventilation in 
Toilet Rooms on the 1st and 3rd Floors needs to be improved and 
the Toilet Room on 2nd Floor needs a Sink.

Custodian Leoncio Orellana
Fireman Handyman Barry Legette
Comments on the Area (Square Feet) 80000
Comments on the Stories (Floors) plus Basements 5+B
Comments on the Year Built 1922
Comments on the Student Population 296
Comments on the Staff Population 56
Comments on the Number of Classrooms 46
Facade Photo

Sanford Avenue
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Main Entrance Photo

Sanford Street

Roof Photo

Roof no 1
Have any Systems/Major Building Components been upgraded? Systems: Windows, Roofs, Coping and Parapets

Years: 2000
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

NoInterior Corridors & Lobbies
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Physical Breakdown Structure Exists Complies Required Deficiency
CHANGE IN ELEVATION

NoInterior Elevators

YesNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

Art Rooms

Yes NoRoom 401

NOT ON ACCESSIBLE ROUTE

Auditorium

Yes No2nd floor

NO STAGE ACCESS
NOT ON ACCESSIBLE ROUTE
WHEELCHAIR PARKING

Cafeteria

Yes Yes1st floor

Class Rooms

Yes NoNone on accessible route

NOT ON ACCESSIBLE ROUTE

Computer Rooms

Yes NoRoom 508

NOT ON ACCESSIBLE ROUTE

Gymnasium

Yes NoRoom 306

NOT ON ACCESSIBLE ROUTE

Library

Yes NoRoom 403

NOT ON ACCESSIBLE ROUTE

Multi-purpose Room

Yes Yes1st floor

NoScience Lab

Toilet Rooms (boys)

Yes No1st floor

ACCESSORY ARRANGEMENT
INSUFFICIENT LATCH CLEARENCE
NO LEVER-TYPE HARDWARE
OPENING FORCE > 5 LBS.
SINK ARRANGEMENT
TURNING RADIUS
URINAL ARRANGEMENT
WATER CLOSET ARRANGEMENT

Toilet Rooms (girls)

Yes No1st floor

ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
INSUFFICIENT LATCH CLEARENCE
NO LEVER-TYPE HARDWARE
OPENING FORCE > 5 LBS.
SINK ARRANGEMENT
TURNING RADIUS
WATER CLOSET ARRANGEMENT

Toilet Rooms (staff)
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Physical Breakdown Structure Exists Complies Required Deficiency

Yes NoNone on accessible route

NOT ON ACCESSIBLE ROUTE

Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
InspectedAreaway
InspectedAreaway Drain

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedAreaway Gratings

Condition 4- Between Fair and Poor
RUST, BROKENDeficiency

Deficiency Location/Instance

150Deficiency Quantity
Quantity Uom S.F.
Potential Action REPLACE

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Facade E
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