
NYC Department of Education

Building Condition Assessment Survey 2010-2011

K068Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 68 - BROOKLYN, 956 EAST 82 STREET, BROOKLYN, NY, 11236School:

 2160060 2011-01-11  08:52AM 2011-01-28  12:05PMARCHITECTURAL - SENIOR
 1810099 2011-01-11  08:50AM 2011-01-27  03:26PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Merve Williams
Principal Organization I.S. 68 - Brooklyn
Meeting with Principal? Yes
Principal Feedback The Principal's concerns are as follows: 1) There is uneven 

distribution of Heating and Cooling in the building, 2) There is an 
occasional water leak from radiator piping in the Principals office, 
and 3) The Toilet Rooms are in need of an upgrade.

Custodian Evan Manca
Fireman Bernard Young
Building Square Footage  154,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 3+B
Comments on the Year Built 1963
Comments on the Student Population 920
Comments on the Staff Population 128
Comments on the Number of Classrooms 65
Weather Fair
Facade Photo

82nd Street Main Facade
Main Entrance Photo

82nd Street Main Entrance
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Roof Photo

Roof 1
Have any Systems/Major Building Components been upgraded? Systems: Kitchen Equipment upgrade (Freezer)

Years: 2010

Systems: Computer Room 316 conversion, Gymnasium Interior 
Walls repairs

Years: 2009

Systems: New Science Labs, New Library
Years: 2007

Systems: Roofing replacement, New Roof Barrier, New 
Windows, Exterior Walls repointing and restoration

Years: 2006
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

Interior: Science Lab - 
Fixed Equipment

The students' tri-facial 
counter tops are severely 
leaning and damaging.  
There are a couple of sharp 
nails underneath the 
counter tops that exposed 
to the students.  This is a 
safety hazard.

Science Lab - Room 101. Bernard Young

Interior: 
Classrooms/Corridors/Admi
n Spaces - Floor Finish.

Four surface floor mounted 
electrical outlets in the 
aisle - Potential tripping 
hazard.

Room 316. Bernard Young

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage

Concrete BeamsRoof Beams as observed on 3rd Floor 
Ceilings and 1st Floor Ceiling of Room 
160- exhibiting Cracks in the Tension side 
of the Beam

Rooms 306, 310, 312, Stair "F" 
3rd Floor Landing, Room 316, 
and 1st Floor Room 160
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