
NYC Department of Education

Building Condition Assessment Survey 2010-2011

K124Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 124 - BROOKLYN, 515 4TH AVENUE, BROOKLYN, NY, 11215School:

 1800057 2010-12-07  08:15AM 2011-05-03  02:43PMARCHITECTURAL - SENIOR
 1980052 2010-12-07  11:17AM 2010-12-16  09:29AMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Annabelle Martinez
Principal Organization P.S. 124 -Brooklyn
Meeting with Principal? No
Principal Feedback The Principal's main concerns are as follows:

1) The existing tripping hazard, 1st Flr Corridor.
2) Room 103 has exposed bricks on the east wall.
3) Room 308 has a cracked wall right beneath the ceiling.
4) 2nd and 3rd floor tiles have asbestos.
5) Cafeteria wall is in poor shape.

Custodian Carmine Somma
Fireman Joseph  Basile
Building Square Footage  33,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 3+B
Comments on the Year Built 1900
Comments on the Student Population 345
Comments on the Staff Population 51
Comments on the Number of Classrooms 19
Weather Fair
Facade Photo

Fourth Avenue facade
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Main Entrance Photo

Fourth Avenue

Roof Photo

Roof 1, looking South
Have any Systems/Major Building Components been upgraded? Systems: Cafeteria Floor

Years: 2010

Systems: Gymnasium Floor
Years: 2009

Systems: Parapets, Coping and four feet of roofing along 
building perimeter.
Play Ground.

Years: 2008

Systems: Windows
Years: 1999

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

Exterior cast in place 
concrete stair.

Exposed rebar in step of 
Main entrance stair, creates 
a tripping hazard.

Main entrance stair, 
north side.

Joseph Basile 
(Fireman)

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
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