
NYC Department of Education

Building Condition Assessment Survey 2010-2011

K167Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 167 - BROOKLYN, 1025 EASTERN PKWY, BROOKLYN, NY, 11213School:

 1850089 2011-03-02  07:50AM 2011-05-11  11:05AMARCHITECTURAL - SENIOR
 1950090 2011-03-02  08:51AM 2011-03-08  03:25PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Marc Mardy
Principal Organization P.S. 167 - Brooklyn
Meeting with Principal? No
Principal Feedback The Principal returned the questionnaire with the following 

comments:1) The flooring is in poor condition; It is not level in 
many areas. 2) Floor tiles are broken and exposing the surface 
beneath. 3) The auditorium needs new seats. Many are broken or 
severely damaged.

Custodian Was not present
Fireman Carlos Reyes
Building Square Footage  77,000
Comments on the Area (Square Feet) B+G+4
Comments on the Stories (Floors) plus Basements None
Comments on the Year Built 1911
Comments on the Student Population 500
Comments on the Staff Population 90
Comments on the Number of Classrooms 40
Weather Fair
Facade Photo

Corner of Eastern Parkway and Schenectady Avenue
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Main Entrance Photo

Facade A (Eastern Parkway)

Roof Photo

Roof 1
Have any Systems/Major Building Components been upgraded? Systems: Limited Railing repairs

Years: 2010

Systems: New Playground, Exterior Masonry repairs. Ash hoist 
doors replaced.

Years: 2009

Systems: Window, Guards, Shades
Years: 2008

Systems: Roofs, Parapets
Years: 2004

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

Ground Floor Slab BeamsGround Floor Slab Beams 
missing Fireproofing

Throughout Basement Carlos Reyes
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