
NYC Department of Education

Building Condition Assessment Survey 2008-2009

K167Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 167 - BROOKLYN, 1025 EASTERN PKWY, BROOKLYN, NY, 11213School:

 1283032 2009-01-16  08:14AM 2009-07-10  09:25AMARCHITECTURAL - SENIOR
 1274052 2009-01-16  09:00AM 2009-01-23  02:20PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

The Building has a sidewalk shed and pipe scaffolding with 
protective netting along Eastern Parkway and the South end of 
Schenectady Avenue. Elevations C, D, E, F. G, H, I and J are 
under construction. The Parapets are under construction. 
Portions of the Roof surface are covered in snow.

Comments on Inaccessible Inspection

Principal(s) Information
Principal Name Joan Palmer
Principal Organization P.S. 167-Brooklyn
Meeting with Principal? Yes
Principal Feedback The Principal had the following comments: 1) The student Toilet 

Rooms require an upgrade 2)  The Staff Toilet Rooms are too 
small. 3)  Floor tiles throughout the building are in need of repair 
or replacement. 4)  Lighting fixtures require an upgrade.  5) Stair 
treads are worn and require repair.

Custodian Was not present
Fireman Carlos Reyes
Comments on the Area (Square Feet) 77000
Comments on the Stories (Floors) plus Basements 5+B
Comments on the Year Built 1911
Comments on the Student Population 511
Comments on the Staff Population 150
Comments on the Number of Classrooms 65
Facade Photo

Corner of Eastern Parkway and Schenectady Avenue
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Main Entrance Photo

Eastern Parkway

Roof Photo

Roof 1, view East
Have any Systems/Major Building Components been upgraded? Systems: Windows

Years: 2008

Systems: Roof, Chimney
Years: 1993

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware
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