
NYC Department of Education

Building Condition Assessment Survey 2008-2009

K171Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 171 - BROOKLYN, 528 RIDGEWOOD AVENUE, BROOKLYN, NY, 11208School:

 1201055 2009-03-20  08:43AM 2009-03-25  04:32PMARCHITECTURAL - SENIOR
 1280092 2009-03-20  09:09AM 2009-03-25  11:07AMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Yolanda Fustanio
Principal Organization I. S. 171-Brooklyn
Meeting with Principal? Yes
Principal Feedback The Principal was concerned regarding the following: 1) The 

classroom floors are in poor condition.  2) Plaster is  falling in 
many areas.  3) The carpet in the library is in poor condition 4) 
The building needs electrical upgrades. 5) New chairs in the 
Multipurpose Room are needed.

Custodian Robert Anderson
Fireman Patrick Rice
Comments on the Area (Square Feet) 86000
Comments on the Stories (Floors) plus Basements 4+G+B
Comments on the Year Built 1912
Comments on the Student Population 847
Comments on the Staff Population 90
Comments on the Number of Classrooms 52
Facade Photo

Ridgewood Avenue
Main Entrance Photo

Ridgewood Avenue

Page 1 of 39 Print Date: 8/28/2009Mobile Validity Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2008-2009

K171Architectural Inspection
Roof Photo

Roof no 1
Have any Systems/Major Building Components been upgraded? Systems: Roof, Parapets, Windows (except sub basement), 

Exterior Facades
Years: 2001

Systems: Toilet Room upgrades
Years: 2007

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

NoInterior Corridors & Lobbies
CHANGE IN ELEVATION

NoInterior Elevators

YesNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

Art Rooms

Yes NoRoom 207

NOT ON ACCESSIBLE ROUTE

NoAuditorium

Cafeteria

Yes YesGround floor(cafeteria/multipurpose 
room)
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Physical Breakdown Structure Exists Complies Required Deficiency

Class Rooms

Yes NoNone on accessible route.

NOT ON ACCESSIBLE ROUTE

Computer Rooms

Yes NoRoom no 312

NOT ON ACCESSIBLE ROUTE

NoGymnasium

Library

Yes NoRoom 309

NOT ON ACCESSIBLE ROUTE

Multi-purpose Room

Yes YesGround floor

Science Lab

Yes NoDemo Room 406, 407

NOT ON ACCESSIBLE ROUTE

Toilet Rooms (boys)

Yes NoGround floor

ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
INSUFFICIENT LATCH CLEARENCE
NO LEVER-TYPE HARDWARE
OPENING FORCE > 5 LBS.
SINK ARRANGEMENT
TURNING RADIUS
URINAL ARRANGEMENT
WATER CLOSET ARRANGEMENT

Toilet Rooms (girls)

Yes NoGround floor

ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
INSUFFICIENT LATCH CLEARENCE
NO LEVER-TYPE HARDWARE
OPENING FORCE > 5 LBS.
SINK ARRANGEMENT
TURNING RADIUS
WATER CLOSET ARRANGEMENT

Toilet Rooms (staff)

Yes NoNone on accessible route

NOT ON ACCESSIBLE ROUTE
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Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
InspectedAreaway
InspectedAreaway Drain

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedAreaway Gratings

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedAreaway Slab

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
Does not existAreaway Stair Railings
Does not existAreaway Stairs
InspectedAreaway Walls

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
Does not existAwnings And Canopies
InspectedChimney

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedCoping

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedCornice

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedDoors
InspectedDoors and Frames

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedLintels

Condition 2- Between Good and Fair
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