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Inspection Type Last EditedTime InInspectionId

P.S. 180 - BROOKLYN, 5601 16TH AVENUE, BROOKLYN, NY, 11204School:

 2160009 2010-10-27  09:04AM 2010-11-05  03:03PMARCHITECTURAL - SENIOR
 1920024 2010-10-27  08:33AM 2011-01-31  03:29PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Gary Williams
Principal Organization P.S. 180 - Brooklyn
Meeting with Principal? Yes
Principal Feedback The Principal was not available to give concerns directly.  They 

were conveyed by the Assistant Principal, and are as follows: 1) 
The Principal is concerned with the increasing number of students 
in the school, and considering District 75 students on the top 
floors, feels that the school is in need of an elevator. 2) The 
available electrical outlets in the school are under-capacity. 3) The 
PA system is in need of an upgrade, currently not working in the 
Auditorium and a few Classrooms. 4) Both Staff and Students 
Toilet Rooms are in need of an upgrade. 5) The Gymnasium is in 
need of an upgrade. 6) Light fixtures throughout the building are 
in need of an upgrade.

Principal Name Christina Foti
Principal Organization District 75
Meeting with Principal? Yes
Principal Feedback The Principal was not available to give concerns directly.  They 

were conveyed by the Assistant Principal, and are as follows: 1) 
The Principal is concerned with the increasing number of students 
in the school, and considering District 75 students on the top 
floors, feels that the school is in need of an elevator. 2) The 
available electrical outlets in the school are under-capacity. 3) The 
PA system is in need of an upgrade, currently not working in the 
Auditorium and a few Classrooms. 4) Both Staff and Students 
Toilet Rooms are in need of an upgrade. 5) The Gymnasium is in 
need of an upgrade. 6) Light fixtures throughout the building are 
in need of an upgrade.

Custodian Martin Cavanaugh, Jr.
Fireman Joe Adrian
Building Square Footage  121,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 5+B
Comments on the Year Built 1924
Comments on the Student Population 1304
Comments on the Staff Population 187
Comments on the Number of Classrooms 62
Weather Fair
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16th Avenue Main Entrance

Roof Photo

Roof 1
Have any Systems/Major Building Components been upgraded? Systems: Water Infiltration Elimination measures, Basement.

Years: 2010

Systems: Parapets, Coping, Partial Roofing, Flashing, Areaway 
Repairs with New Grating, Exterior Walls

Years: 2008

Systems: Windows, Exterior Walls
Years: 2000

Systems: Partial Exterior Wall Repointing
Years: 1998

Have there been any New Building Additions? No New Construction
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