
NYC Department of Education

Building Condition Assessment Survey 2008-2009

K210Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 394 - BROOKLYN, 188 ROCHESTER AVENUE, BROOKLYN, NY, 11213School:

 1192002 2008-12-10  08:32AM 2009-07-13  11:12AMARCHITECTURAL - SENIOR
 1276017 2008-12-10  08:34AM 2009-07-13  08:53AMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

Due to sidewalk sheds and scaffolding on all facades; the 
windows, exterior walls, area ways were partially not accessible.

Comments on Inaccessible Inspection

Principal(s) Information
Principal Name Claudette Murray
Principal Organization IS 394- The Mary McCleod Bethene School
Meeting with Principal? Yes
Principal Feedback The Principal is concerned regarding the heating system which is 

not working properly. There is water penetration throughout the 
5th floor. Light fixtures in stairways need be relocated so that 
students can not reach them. The toilet fixtures are in poor 
condition. An elevator is needed in this building.

Custodian Kevin Fitzgerald
Fireman Robert Tiriglianos
Comments on the Area (Square Feet) 108000
Comments on the Stories (Floors) plus Basements 5+B+ PH
Comments on the Year Built 1923
Comments on the Student Population 704
Comments on the Staff Population 60
Comments on the Number of Classrooms 65
Facade Photo

Corner of Rochester Avenue
Main Entrance Photo

Main Entrance
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Roof Photo

Roof No 1
Have any Systems/Major Building Components been upgraded? Systems: Exterior Walls and Doors, Roof, Windows

Years: 1998
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

YesNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

NoInterior Elevators

YesNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

NoArt Rooms

Auditorium

Yes No1st Floor

NO STAGE ACCESS
NOT ON ACCESSIBLE ROUTE
WHEELCHAIR PARKING

Cafeteria

Yes No1st floor Cafeteria/Multipurpose Room

NOT ON ACCESSIBLE ROUTE

Class Rooms
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