
NYC Department of Education

Building Condition Assessment Survey 2008-2009

K211Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 211 - BROOKLYN, 1001 EAST 100 STREET, BROOKLYN, NY, 11236School:

 1201092 2009-05-06  08:41AM 2009-07-17  03:22PMARCHITECTURAL - SENIOR
 1280128 2009-05-06  08:06AM 2009-07-08  03:42PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Buffie Simmons-Peart
Principal Organization I. S. 211-Brooklyn
Meeting with Principal? No
Principal Feedback The principals questionnaire includes the following concerns and 

comments: 1/ Need a new P.A. system. 2/ Need new Roofs and 
new Ceilings at all floors. 3/ Need new interior Doors for 
Classrooms. 4/ Upgrade of Plumbing system. 5/ Need new 
Classroom Windows.

Custodian Was not present
Fireman Peter McCaudless
Comments on the Area (Square Feet) 140000
Comments on the Stories (Floors) plus Basements 3+B
Comments on the Year Built 1958
Comments on the Student Population 769
Comments on the Staff Population 126
Comments on the Number of Classrooms 80
Facade Photo

E100th Street
Main Entrance Photo

Main Entrance on E100th Street
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Roof Photo

Main Roof
Have any Systems/Major Building Components been upgraded? Systems: Windows, Partial Facade Repointing, Gymnasium and 

Auditorium Roof
Years: 1996

Systems: Elevator Shaft and H. C. Ramp
Years: 1984

Systems: Exterior Facade repointing on 101st Street
Years: 2007

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Fully Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

YesYesInterior Elevators

YesYesInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

Art Rooms

Yes YesRoom 214

Auditorium

Yes Yes1st Floor

Cafeteria
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Physical Breakdown Structure Exists Complies Required Deficiency

Yes YesBasement

Class Rooms

Yes YesAll Floors

Computer Rooms

Yes YesRooms 310 and 312

Gymnasium

Yes Yes1st Floor

Library

Yes YesRoom 229

NoMulti-purpose Room

Science Lab

Yes YesLab Rooms 207, 209, 307 and 309

Toilet Rooms (boys)

Yes YesRooms B04 (Boys),118 (Boys), 218 
(Boys), 318 (Boys)

Toilet Rooms (girls)

Yes YesRooms B04 (Girls),118 (Girls), 218 
(Girls), 318 (Girls)

Toilet Rooms (staff)

Yes YesRooms 137, 139, 222, 322

Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
InspectedAreaway
InspectedAreaway Drain

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedAreaway Gratings

Condition 4- Between Fair and Poor
SLIGHTLY RUSTEDDeficiency
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