
NYC Department of Education

Building Condition Assessment Survey 2008-2009

K227Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 227 - BROOKLYN, 6500 16 AVENUE, BROOKLYN, NY, 11204School:

 1293020 2008-12-18  08:34AM 2009-07-07  04:24PMARCHITECTURAL - SENIOR
 1276023 2008-12-18  08:47AM 2009-06-02  09:40AMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Brenda Champion (Ms Marie McKinney, AP, was authorized to 
submit the Principals concerns)

Principal Organization IS 227 - Edward B. Shallow, Intermediate School - K227
Meeting with Principal? No
Principal Feedback The Principal concerns and needs are as follows: 

1. A power upgrade must be provided for additional outlets in the 
classrooms.
2. Additional air conditioning is required for the Auditorium and 
the Cafeteria during warmer periods of the year.
3. A Toilet Room Upgrade for additional toilet rooms must be 
provided to support the increase in student population.

Custodian Mark Bendit
Fireman Michael Modica
Comments on the Area (Square Feet) 122000
Comments on the Stories (Floors) plus Basements 4+B
Comments on the Year Built 1929
Comments on the Student Population 1395
Comments on the Staff Population 170
Comments on the Number of Classrooms 69
Facade Photo

16th Avenue facade
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Main Entrance Photo

Main entrance at 16th Avenue

Roof Photo

West end of 4th floor roof
Have any Systems/Major Building Components been upgraded? Systems: Parapets, Partial roof  replacement 4' from parapet 

walls, Windows, Exterior doors - 40% replacement, 
Roof drains, Lintels

Years: 2007
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Fully Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware
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Physical Breakdown Structure Exists Complies Required Deficiency

YesInterior Corridors & Lobbies

YesYesInterior Elevators

YesYesInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

Art Rooms

Yes YesRms 228, 326, 328

Auditorium

Yes Yes1st floor

Cafeteria

Yes YesBasement

Class Rooms

Yes NoAll floors - Rooms inspected: 126, 
128,419, 422

WHEELCHAIR PARKING NOT DESIGNATED

Computer Rooms

Yes YesRms 105, 217

Gymnasium

Yes Yes4th floor

Library

Yes YesRm 307

NoMulti-purpose Room

Science Lab

Yes YesRms 407, 411

Toilet Rooms (boys)

Yes NoRms 153, 355,

INSUFFICIENT LATCH CLEARENCE

Toilet Rooms (girls)

Yes NoRms 119, 254,

INSUFFICIENT LATCH CLEARENCE

Toilet Rooms (staff)

Yes NoRms 121, 253, 254

OPENING FORCE > 5 LBS.
TURNING RADIUS
URINAL ARRANGEMENT
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Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
InspectedAreaway
InspectedAreaway Drain

Condition 5- Poor
DETERIORATEDDeficiency

Deficiency Location/Instance

3Deficiency Quantity
Quantity Uom EACH
Potential Action REPLACE

PRIORITY 5Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Areaway drain at 65th Street

Deficiency Photo 2
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