
NYC Department of Education

Building Condition Assessment Survey 2008-2009

K292Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 292 - BROOKLYN, 300 WYONA STREET, BROOKLYN, NY, 11207School:

 1201083 2009-04-22  08:17AM 2009-04-30  03:09PMARCHITECTURAL - SENIOR
 1280119 2009-04-22  08:16AM 2009-05-11  11:36AMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

There are sidewalk sheds and safety netting all around the 
building which prevents inspection of certain building 
components from the  exterior. Windows and related components 
are new and were inspected.

Comments on Inaccessible Inspection

Principal(s) Information
Principal Name Everett Hughes
Principal Organization I. S. 292-Brooklyn
Meeting with Principal? Yes
Principal Feedback The Principal was concerned regarding not having air 

conditioning or Windows in Auditorium. Also the gates at 
windows on courtyards need be removed.

Principal Name Miss Bodben
Principal Organization UFT Elementary Charter School
Meeting with Principal? Yes
Principal Feedback No Feedback from Principal

Custodian Frank Sirabella
Fireman Larry Triola
Comments on the Area (Square Feet) 163000
Comments on the Stories (Floors) plus Basements 4+B
Comments on the Year Built 1967
Comments on the Student Population 1100
Comments on the Staff Population 180
Comments on the Number of Classrooms 77
Facade Photo

Vermont Avenue
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Main Entrance Photo

Vermont Avenue

Roof Photo

Roof 1
Have any Systems/Major Building Components been upgraded? Systems: Windows, Main Roof, Areaway Grating, Repointing 

Chimney
Years: 2008-2009

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

SidewalkDamaged fire hydrant 
causing a tripping hazard 
situation.

Vermont Street Frank Sirabella

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
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