
NYC Department of Education

Building Condition Assessment Survey 2010-2011

K312Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 312 - BROOKLYN, 7103 AVENUE T, BROOKLYN, NY, 11234School:

 1780061 2010-12-03  11:12AM 2010-12-08  02:55PMARCHITECTURAL - SENIOR
 1900053 2010-12-03  08:43AM 2010-12-08  01:46PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

The exterior walls are shrouded with full height scaffolding and 
sidewalk bridges.

Comments on Inaccessible Inspection

The large soffit area between  Facade A and the courtyard is in  
good condition. The 3rd floor roof  overhang soffits are under 
construction and not accessible.

Principal(s) Information
Principal Name Linda Beal-Benigno
Principal Organization P.S. 312 - Brooklyn
Meeting with Principal? Yes
Principal Feedback The Principal has the following concerns:  1) The large folding 

partition in the Cafeteria - Gymnasium is in hazardous condition 
and requires replacing. 2) Window A/C replacement is needed. 3) 
Boiler upgrade is needed. 4) Toilet room upgrade is needed.  5) 
Clock system needs repaired. 6) Cafeteria A/C ductwork leaks and 
requires repair..

Custodian James Garry
Fireman Andy Leung
Building Square Footage  88,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 3+B
Comments on the Year Built 1966
Comments on the Student Population 931
Comments on the Staff Population 108
Comments on the Number of Classrooms 43
Weather Fair
Facade Photo

Avenue T facade looking east.
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Main Entrance Photo

Avenue T  building entrance

Roof Photo

3rd floor roof area 1
Have any Systems/Major Building Components been upgraded? Systems: Roofing replacement of cafeteria, gym & auditorium 

rooms.
Years: 2009

Systems: New entrance canopy.
Years: 2002
New entrance canopy  through the courtyard  was  constructed in 
2002.

Have there been any New Building Additions?

Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded
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Accessibility

Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? Yes
Is the building a multi-story building? Yes

Are All floors of the building accessible through compliant means? No
Are SOME floors other than the 1st floor and basement accessible through compliant 
means?

No

Do any of the following spaces exist on the First floor? Classroom, Art Room, 
Auditorium, Cafeteria, Computer, Gymnasiums, Library, Multipurpose Room, 
Science Labs

Yes

For the rooms that do exist, are SOME of them accessible on the 1st floor? Yes
Boys and Girls or Unisex accessible toilets exist on the 1st floor? No

Building Accessibility Status? Not Accessible. Building is not Functionally 
Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
INTERIOR ROUTES

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

NoInterior Elevators

YesNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
ROOM & SPACES

Art Rooms

Yes NoRoom 343

NOT ON ACCESSIBLE ROUTE

Auditorium

Yes NoFirst floor

NO STAGE ACCESS

Cafeteria

Yes YesFirst floor

Class Rooms

Yes YesFirst floor

Computer Rooms

Yes NoRoom 337

NOT ON ACCESSIBLE ROUTE

Gymnasium

Yes YesFirst floor

Library

Yes NoRoom 228

NOT ON ACCESSIBLE ROUTE

Main Office

Yes YesRoom 111

NoMulti-purpose Room

Nurse's Office

Yes YesRoom 106

NoScience Lab

Toilet Rooms (boys)
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Physical Breakdown Structure Exists Complies Required Deficiency

Yes NoFirst floor

ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
INSUFFICIENT LATCH CLEARENCE
NO LEVER-TYPE HARDWARE
SINK ARRANGEMENT
TURNING RADIUS
URINAL ARRANGEMENT
WATER CLOSET ARRANGEMENT

Toilet Rooms (girls)

Yes NoFirst floor

ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
INSUFFICIENT LATCH CLEARENCE
NO LEVER-TYPE HARDWARE
SINK ARRANGEMENT
TURNING RADIUS
WATER CLOSET ARRANGEMENT

Toilet Rooms (staff)

Yes NoFirst floor

ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
INSUFFICIENT LATCH CLEARENCE
NO LEVER-TYPE HARDWARE
SINK ARRANGEMENT
URINAL ARRANGEMENT
WATER CLOSET ARRANGEMENT

Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
InaccessibleAREAWAY
InspectedAWNINGS AND CANOPIES
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