
NYC Department of Education

Building Condition Assessment Survey 2010-2011

K425Architectural Inspection

Inspection Type Last EditedTime InInspectionId

JAMES MADISON HS - K, 3787 BEDFORD AVENUE, BROOKLYN, NY, 11229School:

 1850023 2010-11-04  07:54AM 2010-12-27  04:18PMARCHITECTURAL - SENIOR
 2070021 2010-11-04  08:26AM 2010-11-17  03:39PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

A sidewalk shed has been installed along the building perimeter 
and protective netting extents from the Ground to Roof level. 
Most of the exterior is Under Construction or Inaccessible.

Comments on Inaccessible Inspection

Principal(s) Information
Principal Name Joseph A. Gogliormella
Principal Organization James Madison High School - Brooklyn
Meeting with Principal? No
Principal Feedback The Principal had the following comments: 1) The P.A. system is 

in need of repair. 2) Classrooms in the Auditorium balcony need 
to be removed.

Custodian Robert Colantuoni
Fireman Chris Dunnigan
Building Square Footage  253,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 6+B
Comments on the Year Built 1925
Comments on the Student Population 3100
Comments on the Staff Population 350
Comments on the Number of Classrooms 85
Weather Heavy Rain
Facade Photo

Bedford Avenue, view from the corner of Quentin Road
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Main Entrance Photo

Bedford Avenue (Facade A)

Roof Photo

Roofs 3 and 4, view from Bulkhead 2
Have any Systems/Major Building Components been upgraded? Systems: Basement Flood Control Membrane, New Main 

Entrance Stairs
Years: 2008

Systems: Pool
Years: 2004

Systems: Parapets, Roofs, Windows
Years: 1995

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

Stair: Interior - DoorMissing fire door Stair N - 6th Floor Robert Colantuoni, 
Custodian

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
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