
NYC Department of Education

Building Condition Assessment Survey 2010-2011

K426Architectural Inspection

Inspection Type Last EditedTime InInspectionId

MADISON AF - BROOKLYN, 3787 BEDFORD AVENUE, BROOKLYN, NY, 11229School:

 1850024 2010-11-05  08:43AM 2010-11-23  05:07PMARCHITECTURAL - SENIOR
 2070022 2010-11-05  08:17AM 2010-11-15  04:03PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Joseph A. Gogliormella
Principal Organization James Madison High School Athletic Field - Brooklyn
Meeting with Principal? No
Principal Feedback The Principal had no concerns regarding the Athletic Field.

Custodian Was not present
Fireman Chris Dunnigan
Building Square Footage  3,200
Comments on the Area (Square Feet) 125000 total Athlete Field
Comments on the Stories (Floors) plus Basements 1+B
Comments on the Year Built 1935
Comments on the Student Population 3100
Comments on the Staff Population 6
Comments on the Number of Classrooms 0
Weather Fair
Facade Photo

Football Field, view from Quentin Road looking North
Main Entrance Photo

Facade A
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Roof Photo

Roof 1, looking West
Have any Systems/Major Building Components been upgraded? Systems: Exterior Doors

Years: 2010

Systems: Field upgrade
Years: 2004

Systems: Windows
Years: 1995
Storage Shed - 2000Have there been any New Building Additions?

Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility
Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? No
Building Accessibility Status? Not Accessible. Building is not Functionally 

Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES

NoExterior Entrances & Exits
SADDLE HEIGHT > 1/2"

NoNoExterior H/C Lifts

YesNoExterior Ramps and Railings
INTERIOR ROUTES

NoNoInterior Corridor Doors And Hardware

NoInterior Corridors & Lobbies
WIDTH < 5'

NoInterior Elevators

NoNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
ROOM & SPACES

NoArt Rooms

NoAuditorium

NoCafeteria
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Physical Breakdown Structure Exists Complies Required Deficiency

NoClass Rooms

NoComputer Rooms

NoGymnasium

NoLibrary

NoMain Office

NoMulti-purpose Room

NoNurse's Office

NoScience Lab

Toilet Rooms (boys)

Yes NoNone on accessible route

NOT ON ACCESSIBLE ROUTE

Toilet Rooms (girls)

Yes NoNone on accessible route

NOT ON ACCESSIBLE ROUTE

Toilet Rooms (staff)

Yes NoNone on accessible route

NOT ON ACCESSIBLE ROUTE

Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Inspected
InspectedFIXED EQUIPMENT
Does not existBasketball Backboard
Does not existBasketball Hoops
Does not existBasketball Posts
InspectedFootball Goal Posts

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedTennis Net Posts

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedPLAYING SURFACE
125,000Replacement Quantity
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Question Response

ATHLETIC FIELDS
PLAYING SURFACE

Replacement Uom S.F.
Synthetic Turf Installation Year 2004

Instance on Football Field Inspected
3- FairInstance Condition

Instance Quantity 80,000
Instance Quantity Uom SF

ARTIFICIAL TURF:DAMAGED/WORN OUTDeficiency
Football Field, near East BleachersDeficiency Location/Instance

Deficiency Location/Instance

50Deficiency Quantity
Quantity Uom S.F.
Potential Action REPAIR

PRIORITY 4Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Football Field, near East Bleachers

Violations No violations recorded

Instance on Softball Field Inspected
2- Between Good and FairInstance Condition

Instance Quantity 30,000
Instance Quantity Uom SF

No deficiencies recordedDeficiency

Instance on Handball Court Inspected
2- Between Good and FairInstance Condition

Instance Quantity 5,000
Instance Quantity Uom SF

No deficiencies recordedDeficiency

Instance on Tennis Courts Inspected
2- Between Good and FairInstance Condition

Instance Quantity 10,000
Instance Quantity Uom SF

No deficiencies recordedDeficiency
InspectedSEATING
InspectedBenches
Does not existConcrete
InspectedMetal/Wood/Plastic
2- Between Good and FairCondition
No deficiencies recordedDeficiency
InspectedBleachers
Does not existConcrete
InspectedMetal/Wood/Plastic
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