
NYC Department of Education

Building Condition Assessment Survey 2008-2009

K440Architectural Inspection

Inspection Type Last EditedTime InInspectionId

PROSPECT HEIGHTS HS - K, 883 CLASSON AVENUE, BROOKLYN, NY, 11225School:

 1273038 2009-01-05  08:09AM 2009-07-15  02:24PMARCHITECTURAL - SENIOR
 1202026 2009-01-05  08:15AM 2009-01-20  01:20PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Pamela Randazzo
Principal Organization Brooklyn School for Music and Theatre
Meeting with Principal? Yes
Principal Feedback The Principal's comments are as follows: 1-Second floor toilet 

fixture broken. 2-No soap dispensers to wash hands with.

Principal Name Veronica Paterson
Principal Organization BASE Brooklyn Academy
Meeting with Principal? Yes
Principal Feedback Cafeteria air curtain installed in 1991 has never worked. Requires 

electrical wiring.Large number of P.A. speakers not working.

Principal Name Steve Rau
Principal Organization The High School of Global Citizenship.
Meeting with Principal? Yes
Principal Feedback Greenhouse Atrium leaks. Windows leak air and hard to operate  

Third floor water fountains have no water pressure.

Principal Name Alexandra Anomaliza
Principal Organization International High School
Meeting with Principal? Yes
Principal Feedback The Principal expressed the following concerns I. Ventilation in 

pool is very poor. Chlorine buildups are very high. 2. Recessed 
sanitary napkin disposal  receptacles needed in girls toilet. Clocks 
do not work and with no bell system class start and finish  not 
indicated.

Custodian John Beard
Fireman Tony Savarese
Comments on the Area (Square Feet) 270,000
Comments on the Stories (Floors) plus Basements 5 + B + Penthouse
Comments on the Year Built 1924
Comments on the Student Population 1751
Comments on the Staff Population 251
Comments on the Number of Classrooms 73
Facade Photo

Classon Are.
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Main Entrance Photo

Classon Ave

Roof Photo

View towards Roof 1
Have any Systems/Major Building Components been upgraded? Systems: Roof, windows, doors, exterior wall repointing .

Years: 1995
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage

structural beams, columns, 
floor slab.

Excessive cracks, exposed and rusted rebars 
in the structural beams and columns 
resulted in cracks in the floor slabs.

PoolMechanical Room (under 
Pool)

Accessibility

Status
Fully Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes
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