
NYC Department of Education

Building Condition Assessment Survey 2008-2009

K485Architectural Inspection

Inspection Type Last EditedTime InInspectionId

TELECOM. ARTS & TECH. - K, 350 67 STREET, BROOKLYN, NY, 11220School:

 1283097 2009-04-02  07:59AM 2009-04-27  11:40AMARCHITECTURAL - SENIOR
 1274102 2009-04-02  08:37AM 2009-04-27  11:52AMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Philip Weinberg
Principal Organization Telecommunication Arts and Technology-Brooklyn
Meeting with Principal? Yes
Principal Feedback The Principal had the following comments: 1)  Leaks along the 

5th floor. 2)  Quality of recent repairs along the Auditorium roof  
and Main Building roof. 3) Heating system climate control.

Custodian Joseph Astaria
Fireman Wilson Martinez
Comments on the Area (Square Feet) 135000
Comments on the Stories (Floors) plus Basements 5+B
Comments on the Year Built 1915
Comments on the Student Population 1248
Comments on the Staff Population 140
Comments on the Number of Classrooms 47
Facade Photo

Corner of 67th Street and 4th Avenue
Main Entrance Photo

67th Street

Page 1 of 33 Print Date: 8/28/2009Mobile Validity Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2008-2009

K485Architectural Inspection
Roof Photo

Roof 1 and Slate Roof, view from Roof 2
Have any Systems/Major Building Components been upgraded? Systems: Auditorium Roof patch

Years: 2008

Systems: Exterior Masonry
Years: 1999

Systems: Windows and Doors
Years: 1997
2007Have there been any New Building Additions?

Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Functionally Partially Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

YesYesInterior Elevators

YesYesInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

Art Rooms

Yes YesRoom 401

Auditorium

Yes No1st floor (wheelchair lift is in 
Auditorium but has not been installed)

CLEAR OPENING < 32"

Cafeteria
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