
NYC Department of Education

Building Condition Assessment Survey 2008-2009

K600Architectural Inspection

Inspection Type Last EditedTime InInspectionId

CLARA BARTON HS - K, 901 CLASSON AVENUE, BROOKLYN, NY, 11225School:

 1201017 2009-02-03  08:37AM 2009-02-23  09:53AMARCHITECTURAL - SENIOR
 1280057 2009-02-03  08:37AM 2009-02-10  04:49PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Dr. Richard Forman
Principal Organization Clara Barton H.S.-K  Brooklyn
Meeting with Principal? Yes
Principal Feedback The Principals comments are as follows: 

1.  Electrical upgrades for computers and air conditioners are 
required. 
2.  Auditorium lighting upgrade is needed. 
3. The elevator breaks down very often and it is difficult to get 
parts.

Custodian Wanda Rodriguez
Fireman Ramon Lopez
Comments on the Area (Square Feet) 200000
Comments on the Stories (Floors) plus Basements 4+B
Comments on the Year Built 1939
Comments on the Student Population 2100
Comments on the Staff Population 250
Comments on the Number of Classrooms 81
Facade Photo

Carroll Street
Main Entrance Photo

Carroll Street
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Roof Photo

Roof No 1
Have any Systems/Major Building Components been upgraded? Systems: Windows

Years: 2004
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

Library floorThe floor mounted 
electrical outlet causes a 
tripping hazard condition.

Library Room 305 Wanda Rodriguez

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Fully Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

YesYesInterior Elevators

YesYesInterior H/C Lifts

YesInterior Lobby Doors And Hardware

YesYesInterior Ramps
Room & Spaces

Art Rooms

Yes Yes3rd and 4th Floors

Auditorium

Page 2 of 41 Print Date: 8/28/2009Mobile Validity Version 2.0 (P)


