
NYC Department of Education

Building Condition Assessment Survey 2010-2011

K600Architectural Inspection

Inspection Type Last EditedTime InInspectionId

CLARA BARTON HS - K, 901 CLASSON AVENUE, BROOKLYN, NY, 11225School:

 1850084 2011-02-23  08:01AM 2011-03-02  01:29PMARCHITECTURAL - SENIOR
 1950085 2011-02-23  08:48AM 2011-03-02  11:02AMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Dr. Richard A. Forman
Principal Organization Clara Barton High School - Brooklyn
Meeting with Principal? No
Principal Feedback The principal had the following comments: 1) The Auditorium 

needs an electrical upgrade. 2) The sidewalks need an upgrade. 3) 
The elevator needs an upgrade. 4) The roof needs an upgrade. 5) 
The boilers need an upgrade.

Custodian Wanda Rodriguez
Fireman Ramon Lopez
Building Square Footage  200,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 4+B+PH
Comments on the Year Built 1939
Comments on the Student Population 1709
Comments on the Staff Population 209
Comments on the Number of Classrooms 61
Weather Fair
Facade Photo

Corner of Classon Avenue and Presidents Street
Main Entrance Photo

Facade C (Classon Avenue)

Page 1 of 51 Print Date: 6/26/2011Mobile Validity Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2010-2011

K600Architectural Inspection
Roof Photo

Roof 1, view West
Have any Systems/Major Building Components been upgraded? Systems: Limited Exterior Door repairs

Years: 2010

Systems: Science Lab upgrade, Utilities redistribution
Years: 2007

Systems: Roof repairs
Years: 2008

Systems: Window replacement
Years: 2004
1957 - GymnasiumHave there been any New Building Additions?

Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility
Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? Yes
Is the building a multi-story building? Yes

Are All floors of the building accessible through compliant means? Yes
Accessible classrooms exists on each floor? Yes

Boys and Girls or Unisex accessible toilets exist on at least every other floor? Yes
If the following spaces exist, are they ALL accessible? Art Room, Auditorium, 
Cafeteria, Computer, Gymnasiums, Library, Multipurpose Room, Science Labs

Yes

Building Accessibility Status? Functionally Fully Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
INTERIOR ROUTES

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

YesYesInterior Elevators

YesYesInterior H/C Lifts

YesInterior Lobby Doors And Hardware

YesYesInterior Ramps
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