
NYC Department of Education

Building Condition Assessment Survey 2010-2011

K866Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 364 AX (POOL&GYM)-BROOKLYN, 1540 VAN SICLEN AVE, BROOKLYN, NY, 11239School:

 2160027 2010-11-24  09:02AM 2010-12-01  02:24PMARCHITECTURAL - SENIOR
 1920043 2010-11-24  07:48AM 2011-01-27  08:38PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Dale Kelly
Principal Organization I.S. 364 AX (Pool and Gym) - Brooklyn
Meeting with Principal? Yes
Principal Feedback The Principal had no concerns about the building, and notes that 

the school only uses the Gym, and not the pool.
Custodian Teri Valentin
Fireman Chris Valladeras
Building Square Footage  5,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 1
Comments on the Year Built 1975
Comments on the Student Population 405
Comments on the Staff Population 1
Comments on the Number of Classrooms 0
Weather Fair
Facade Photo

Van Siclen Avenue Facade
Main Entrance Photo

Van Siclen Avenue Main Entrance
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Roof Photo

Roof 1 (Gym Roof)
Have any Systems/Major Building Components been upgraded? Systems: Pool Liner, and Deck Separator Bulkhead to subdivide 

Olympic-size Pool
Years: 2010

Systems: New Roof
Years: 1995

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? Yes
Year Leased 1975
Inspection Type Partial Inspection

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility
Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? Yes
Is the building a multi-story building? Yes

Are All floors of the building accessible through compliant means? Yes
Accessible classrooms exists on each floor? Yes

Boys and Girls or Unisex accessible toilets exist on at least every other floor? Yes
If the following spaces exist, are they ALL accessible? Art Room, Auditorium, 
Cafeteria, Computer, Gymnasiums, Library, Multipurpose Room, Science Labs

Yes

Building Accessibility Status? Functionally Fully Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

NoNoExterior Ramps and Railings
INTERIOR ROUTES

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

NoInterior Elevators

NoNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
ROOM & SPACES
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Physical Breakdown Structure Exists Complies Required Deficiency
NoArt Rooms

NoAuditorium

NoCafeteria

NoClass Rooms

NoComputer Rooms

Gymnasium

Yes Yes1st Floor

NoLibrary

NoMain Office

NoMulti-purpose Room

NoNurse's Office

NoScience Lab

Toilet Rooms (boys)

Yes Yes1st Floor

Toilet Rooms (girls)

Yes Yes1st Floor

NoToilet Rooms (staff)

Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
Does not existAREAWAY
InspectedAWNINGS AND CANOPIES

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
Does not existCHIMNEY
Does not existCOPING
Does not existCORNICE
InspectedDOORS
InspectedDOOR HARDWARE

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
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Question Response

EXTERIOR
DOORS

InspectedDOORS AND FRAMES
Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedLINTELS

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
Does not existTRANSOM/SIDE LIGHT
Does not existEXTERIOR SOFFITS
InspectedEXTERIOR WALLS
MasonryMaterial Type(s)
11,000Replacement Quantity

Replacement Uom S.F.

Instance on All Facades Inspected
2- Between Good and FairInstance Condition

Instance Quantity 11,000
Instance Quantity Uom SF

No deficiencies recordedDeficiency
Does not existLOADING DOCK
Does not existLOUVER
Does not existPARAPETS
Does not existPLAZA DECK
InspectedROOFING
InspectedRoofing

Replacement Quantity 38,700
Replacement Uom S.F.

InspectedFLASHING
2- Between Good and FairCondition
No deficiencies recordedDeficiency
Does not existLEADERS, GUTTERS, DOWNSPOUTS
InspectedROOF BARRIER
2- Between Good and FairCondition
No deficiencies recordedDeficiency
Does not existROOF CAGE
Does not existROOF FENCE
Does not existROOF HATCH/SMOKE HATCH
InspectedROOFING

Material Type(s) Built Up
Instance on Built-Up - Roof 1 Inspected

2- Between Good and FairInstance Condition
Instance Quantity 37,500
Instance Quantity Uom S.F.

No deficiencies recordedDeficiency

Instance on Modified Bitumen - Roof 2 Inspected
3- FairInstance Condition

Instance Quantity 1,200
Instance Quantity Uom S.F.

No deficiencies recordedDeficiency
InspectedROOFING DRAINS
4- Between Fair and PoorCondition
CLOGGEDDeficiency
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Question Response

EXTERIOR
ROOFING

Roofing
ROOFING DRAINS

Deficiency Location/Instance

1Deficiency Quantity
Quantity Uom EACH
Potential Action MAINTENANCE

PRIORITY 5Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Roof 2

Violations No violations recorded
InspectedSpecialties
Does not existBULKHEAD/PENTHOUSE
Does not existCUPOLA/ SPIRES/ TOWERS
Does not existDORMER
InspectedDUNNAGE STEEL
3- FairCondition
HEIGHT LESS THAN 18"Deficiency

Deficiency Location/Instance

60Deficiency Quantity
Quantity Uom L.F.
Potential Action REPLACE

PRIORITY 4Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Roof 2

Violations No violations recorded
Does not existSKYLIGHT/ROOF VENT
Does not existWATER TANK
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