
NYC Department of Education

Building Condition Assessment Survey 2008-2009

K894Architectural Inspection

Inspection Type Last EditedTime InInspectionId

HS FOR PUBLIC SERVICE-ENY - K, 1495 HERKIMER STREET, BROOKLYN, NY, 11233School:

 1293038 2009-01-14  08:13AM 2009-07-08  03:59PMARCHITECTURAL - SENIOR
 1276042 2009-01-14  08:14AM 2009-02-12  04:24PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

The building owner nor representative was available to provide 
access to the basement. The foundation walls and structural 
system components could not be inspected.

Comments on Inaccessible Inspection

Principal(s) Information
Principal Name Beverly Faison
Principal Organization K894 - EBC/ENY  HS For Public Safety and Law
Meeting with Principal? No
Principal Feedback The heating is very inconsistent.  It is either too hot or too cold 

and there is an inability to regulate the temperature.

Principal Name Matthew Molloy
Principal Organization Aspiration Diploma Plus School
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Wladyslaw Bieglarian
Fireman Jose Gosman
Comments on the Area (Square Feet) 70000 - Total building area
Comments on the Stories (Floors) plus Basements 2+B
Comments on the Year Built 1925 (Leased 1993)
Comments on the Student Population 452
Comments on the Staff Population 84
Comments on the Number of Classrooms 28
Facade Photo

Herkimer Street facade
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Main Entrance Photo

Ramped main building entranced at Herkimer Street

Roof Photo

Main roof facing south
Have any Systems/Major Building Components been upgraded? Systems: Roof Repair

Years: 2005

Systems: Parapets
Years: 2007
1992 - Auditorium, Classrooms, GymHave there been any New Building Additions?

Tandem No Tandem

Leased Space? Yes
Year Leased 1993 - 1st floor
Inspection Type Partial Inspection

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Fully Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
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Physical Breakdown Structure Exists Complies Required Deficiency

Interior Routes

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

NoInterior Elevators

NoNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

YesYesInterior Ramps
Room & Spaces

Art Rooms

Yes YesRoom 119

Auditorium

Yes No1st floor

WHEELCHAIR PARKING

Cafeteria

Yes Yes1st floor

Class Rooms

Yes Yes1st floor

Computer Rooms

Yes YesRoom 115

Gymnasium

Yes Yes1st floor

Library

Yes YesRoom 116

Multi-purpose Room

Yes Yes1st floor

Science Lab

Yes YesRoom  210

Toilet Rooms (boys)

Yes YesRoom 102A

Toilet Rooms (girls)

Yes YesRoom 102C

Toilet Rooms (staff)

Yes YesRooms 18A, 118B - Unisex

Building Template
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Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
InspectedAreaway
InspectedAreaway Drain

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedAreaway Gratings

Condition 5- Poor
RUST, BROKENDeficiency

Deficiency Location/Instance

1,300Deficiency Quantity
Quantity Uom S.F.
Potential Action REPLACE

PRIORITY 4Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Van Sindereren  Avenue areaway

Deficiency Photo 2

Fulton Street areaway

Violations No violations recorded
InspectedAreaway Slab

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
Does not existAreaway Stair Railings
Does not existAreaway Stairs
InspectedAreaway Walls

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
Does not existAwnings And Canopies
InspectedChimney

Condition 3- Fair

BRICK:OPEN JOINTSDeficiency
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