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Inspection Type Last EditedTime InInspectionId

P.S. 77 ANNEX - BROOKLYN, 62 PARK PLACE, BROOKLYN, NY, 11217School:

 2160072 2011-01-24  12:35PM 2011-04-08  02:25PMARCHITECTURAL - SENIOR
 1810111 2011-01-24  12:23PM 2011-04-07  01:02PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Michelle Robinson
Principal Organization M.S. 266 - Brooklyn
Meeting with Principal? Yes
Principal Feedback The Principal's concerns are as follows:  1) Exterior Walls are in 

need of repointing, as water infiltration has been seen in 3rd and 
4th floor classrooms and spaces. 2) The Foundation Walls are 
experiencing water infiltration. 3) All Plumbing Systems in the 
building are  in need of an upgrade; notably since there is 
currently no hot running water able to reach the 4th floor.  4) All 
Toilet Rooms are in need of an upgrade, 5) The Water Fountains 
are in need of an upgrade. 6)  There is an uneven distribution of 
Heating and Cooling in the building. 7) The Data wiring is in 
need of an upgrade, as well as Electrical Power and quantity of 
Receptacles. 8) The Phone System is also in need of an upgrade, 
and 9) The Concrete Pavement in the back Garden Courtyard is 
heaving and in need of repairs.

Principal Name Merryl Redner-Cohen
Principal Organization P.S. 77 - Brooklyn
Meeting with Principal? Yes
Principal Feedback The Principal's concerns are as follows: 1) The Exterior Walls are 

in need of waterproofing, as there is currently water infiltration 
experienced along outer classrooms and spaces in the building. 2) 
Light Fixtures in the Multi-Purpose Room are in need of an 
upgrade and modernization; the current Fixtures' are not able to 
be re-lamped by the Custodial Staff. 
3) The building's Electrical System is in need of an upgrade. 4) 
There is currently an uneven distribution of Heating and Cooling 
in the building, and 5)T he Sidewalk Paving is in need of repairs.

Custodian Benedict DeLorenzo
Fireman Raymond Krawiec
Building Square Footage  71,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 4+B+PH
Comments on the Year Built 1926
Comments on the Student Population 353
Comments on the Staff Population 110
Comments on the Number of Classrooms 51
Weather Fair
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Roof Photo

Roof 1
Have any Systems/Major Building Components been upgraded? Systems: Interior Doors replacement, Park Place and Rear 

Facade of the building Flood Elimination (at Cafeteria 
area, Basement)

Years: 2010

Systems: Exterior Brick Wall repointing and reconstruction, 
Parapet repairs and reconstruction, New Exterior 
Doors, Window replacement

Years: 1996
Have there been any New Building Additions? No New Construction
Tandem No Tandem
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