
NYC Department of Education

Building Condition Assessment Survey 2008-2009

K902Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 77 ANNEX - BROOKLYN, 62 PARK PLACE, BROOKLYN, NY, 11217School:

 1278041 2009-01-12  11:58AM 2009-01-27  04:40PMARCHITECTURAL - SENIOR
 1274047 2009-01-12  12:20PM 2009-01-26  04:27PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Merryl Redner-Cohen
Principal Organization P.S. 77 Annex-Brooklyn
Meeting with Principal? No
Principal Feedback The Principal had The following comments: 1)  The heating and 

cooling systems require an upgrade. 2) The Toilet Rooms require 
an upgrade. 3) The  Main  Office floor is in need of repair. 4) The 
Exterior and Auditorium lighting  is  in need of an upgrade. 5) 
The Window Shades are broken throughout  the Building.  6) The 
Storage  Room needs electrical service so that it can be used as a 
Copy Room.

Principal Name Ms. Robinson
Principal Organization The Park Place Community School 266
Meeting with Principal? Yes
Principal Feedback The Principal had the following comments: 1)  The heating and 

cooling systems require an upgrade. 2) The Toilet Rooms require 
an upgrade. 3) Hot water is not available in the Building. 4) 
Drinking fountains require repair. 5) The Electrical system 
requires an upgrade. 6)  There is insufficient classroom space  7) 
There is an internal leak in Room 306. 8) The Lighting is in need 
of an upgrade.

Custodian Benedict Delorenzo
Fireman Vimitrius Tsihlis
Comments on the Area (Square Feet) 71000
Comments on the Stories (Floors) plus Basements 4+B
Comments on the Year Built 1896
Comments on the Student Population 341
Comments on the Staff Population 130
Comments on the Number of Classrooms 45
Facade Photo

Park Place, view North

Page 1 of 28 Print Date: 8/28/2009Mobile Validity Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2008-2009

K902Architectural Inspection
Main Entrance Photo

Park Place

Roof Photo

Roof 1, view South
Have any Systems/Major Building Components been upgraded? Systems: Roofing, Parapets and Windows 1

Years: 1996

Systems: Bulkheads
Years: 2008

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

NoExterior Entrances & Exits
SADDLE HEIGHT > 1/2"

YesNoExterior H/C Lifts

NoNoExterior Ramps and Railings
Interior Routes
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Physical Breakdown Structure Exists Complies Required Deficiency

YesYesInterior Corridor Doors And Hardware

NoInterior Corridors & Lobbies
CHANGE IN ELEVATION

NoInterior Elevators

YesNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

NoArt Rooms

NoAuditorium

Cafeteria

Yes NoBasement

NOT ON ACCESSIBLE ROUTE

Class Rooms

Yes NoNone on Accessible Route

NOT ON ACCESSIBLE ROUTE

Computer Rooms

Yes NoRoom 215 and Room 216

NOT ON ACCESSIBLE ROUTE

Gymnasium

Yes NoBasement

NOT ON ACCESSIBLE ROUTE

Library

Yes NoRoom 301

NOT ON ACCESSIBLE ROUTE

Multi-purpose Room

Yes No1st floor

NOT ON ACCESSIBLE ROUTE

NoScience Lab

Toilet Rooms (boys)

Yes NoNone on Accessible Route

NOT ON ACCESSIBLE ROUTE

Toilet Rooms (girls)

Yes NoNone on Accessible Route

NOT ON ACCESSIBLE ROUTE

Toilet Rooms (staff)

Yes NoNone on Accessible Route

NOT ON ACCESSIBLE ROUTE
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Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
Does not existAreaway
Does not existAwnings And Canopies
InspectedChimney

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedCoping

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedCornice

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedDoors
InspectedDoors and Frames

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedLintels

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedTransom/side Light

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedExterior Soffits

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedExterior Walls
34,000Replacement Quantity

Replacement Uom S.F.

AllInstance
Instance Condition 4- Between Fair and Poor

34,000Instance Quantity

Instance Quantity Uom SF
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Question Response

EXTERIOR
Exterior Walls

BRICK / BUILDING CORNERS:DISPLACED, CRACKS, 
SPALLING

Deficiency

Roof Plan Reference

Elevation

Elevation Reference Elevation A and B
50Deficiency Quantity

Quantity Uom S.F.
Potential Action REMOVE AND REBUILD

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Elevation A and B

Violations No violations recorded

BRICK:MINOR CRACKS AND SPALLINGDeficiency
Roof Plan Reference

Elevation

Elevation Reference All
750Deficiency Quantity

Quantity Uom S.F.
Potential Action RESTITCH

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action
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