
NYC Department of Education

Building Condition Assessment Survey 2008-2009

K907Architectural Inspection

Inspection Type Last EditedTime InInspectionId

BROWNSVILLE DIPLOMA PLUS HS - K, 1150 EAST NEW YORK AVE, BROOKLYN, NY, 11212School:

 1293013 2008-12-08  12:08PM 2009-07-14  11:57AMARCHITECTURAL - SENIOR
 1276015 2008-12-08  12:09PM 2008-12-17  11:50AMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Lashawn Robinson
Principal Organization Brownsville Diploma Plus High School
Meeting with Principal? Yes
Principal Feedback The Principal requires the following: 

1. A power upgrade to support the power demands in the 
building. 
2. A thermostatic upgrade is required to control heating and 
cooling that is presently inadequate.
3. Replace the existing roof that is causing damage to the 4th 
Floor classrooms and office spaces.
4. Additional power to support the Art Studio's new kiln unit for 
ceramics.

Custodian Steven Dinapoli
Fireman Densil Greenway
Comments on the Area (Square Feet) 68000
Comments on the Stories (Floors) plus Basements 4+B
Comments on the Year Built 1955
Comments on the Student Population 250
Comments on the Staff Population 50
Comments on the Number of Classrooms 24
Facade Photo

Facade at East New York Avenue
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Main Entrance Photo

Main entrance facing East New York Avenue

Roof Photo

Main roof  facing North
Have any Systems/Major Building Components been upgraded? Systems: Minor roof repair

Years: 2008

Systems: Pointing at north elevation and lintel repairs
Years: 2007

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? Yes
Year Leased 1994
Inspection Type Full Inspection

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage

Concrete floor slabExtensive exposed reinforcing bars, spalling 
and dislodging of concrete surfacing at the 
underside of floor slab.

Basement Storage Room C-4

Accessibility

Status
Fully Programmatic Accessible

Page 2 of 25 Print Date: 8/28/2009Mobile Validity Version 2.0 (P)


