
NYC Department of Education

Building Condition Assessment Survey 2008-2009

M020Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 20 - MANHATTAN, 166 ESSEX STREET, MANHATTAN, NY, 10002School:

 1271137 2009-05-14  07:17AM 2009-07-01  03:58PMARCHITECTURAL - SENIOR
 1281143 2009-05-14  08:22AM 2009-05-19  02:27PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name James Lee
Principal Organization P.S. 20 - Manhattan
Meeting with Principal? Yes
Principal Feedback The principal was satisfied with the custodian performance and 

the major concern was the exterior wall mounted Mosaic Ceramic 
Tile motif.

Custodian Frank Siblano
Fireman Gil Colon
Comments on the Area (Square Feet) 92000
Comments on the Stories (Floors) plus Basements 3+B
Comments on the Year Built 1963
Comments on the Student Population 600
Comments on the Staff Population 100
Comments on the Number of Classrooms 45
Facade Photo

Main Facade along Essex Street
Main Entrance Photo

Main entrance at Essex Street
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Roof Photo

Roof 1 looking towards the intersection of Essex and Stanton 
Streets

Have any Systems/Major Building Components been upgraded? Systems: New Built-up roofing system for  Roofs 1, 3 and 
pitched copper roofs for both Bulkheads, Roof Drains, 
flashing, gutters and leaders. Parapet repairs including 
coping. Two Chimneys repairs including brick work. 
Roof barrier along the exterior perimeter of the Roof 1 
(main roof). Skylight repair.

Years: 2008

Systems: New sidewalks around the school
Years: 2007

Systems: New Stall partitions at staff and students toilet rooms.
Years: 2006

Systems: New windows, lower roofs, exterior walls repairs and 
partial exterior doors replacement.

Years: 1992
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
1st floor only Functionally Fully Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

NoInterior Elevators

YesYesInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
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