
NYC Department of Education

Building Condition Assessment Survey 2008-2009

M040Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 40 - MANHATTAN, 319 EAST 19 STREET, MANHATTAN, NY, 10003School:

 49631 2008-11-06  08:46AM 2009-07-08  02:01PMARCHITECTURAL - SENIOR
 49654 2008-11-06  08:30AM 2009-06-11  03:51PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Susan Felder
Principal Organization PS 40
Meeting with Principal? Yes
Principal Feedback Toilets on 2nd & 3rd floors need to be renovated. Hot water 

temperature is erratic. Sometime it is too hot and sometime not 
hot enough. Need an elevator for handicap students.

Principal Name Rhonda Perry
Principal Organization MS 255
Meeting with Principal? Yes
Principal Feedback Gate to roof can be breached by students. 5th floor toilet rooms 

need floor drains, hand dryers and self closing faucets. This 
school is a middle school and the gyms, toilet rooms and drinking 
fountains are still designed for  elementary students.

Custodian Shawn Cavanaugh
Fireman Joe Ortiz
Comments on the Area (Square Feet) 106000
Comments on the Stories (Floors) plus Basements 5+C
Comments on the Year Built 1898
Comments on the Student Population 955
Comments on the Staff Population 70
Comments on the Number of Classrooms 48
Facade Photo

20th Street
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Main Entrance Photo

20th Street

Roof Photo

Original roof
Have any Systems/Major Building Components been upgraded? Systems: 5th floor was renovated

Years: 2003

Systems: 5th floor roof
Years: 2008

Systems: Windows
Years: 1996

Systems: Rooftop playground
Years: 2005

Systems: Auditorium renovation
Years: 2007
1928Have there been any New Building Additions?

Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

Fire doorOne missing fire door First Floor at Main 
Entrance

Shawn Cavanaugh, 
Custodian

Structural Engineer Required
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