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Building Condition Assessment Survey 2010-2011

M040Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 40 - MANHATTAN, 319 EAST 19 STREET, MANHATTAN, NY, 10003School:

 2100025 2010-11-08  08:48AM 2010-12-27  04:24PMARCHITECTURAL - SENIOR
 2180029 2010-11-08  07:56AM 2010-11-19  09:22AMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Susan Felder
Principal Organization P.S. 40 - Manhattan
Meeting with Principal? Yes
Principal Feedback The Principal's concerns are as follows: 1) There are cracks and 

buckles in the Cafeteria Floor; 2) The rooms' temperature tends to 
be too hot or too cold.

Principal Name Rhonda Perry
Principal Organization M.S. 255 - Manhattan
Meeting with Principal? Yes
Principal Feedback The Principal's concerns are as follows: 1) The Fourth Floor 

Student Toilets are in need of repair; 2) The faucets in the Fifth 
Floor Girls' room are in need of repair; 3) The Cafeteria Floor is 
in need of replacement due to cracks and buckles; 4)  Some rooms 
are over heating; 5) Room 406 has cracking walls and a moldy 
closet; 6) The fencing at the Roof access bulkheads is too low - 
students can climb over it and get out onto the Roof;  7) There are 
leaks into Rooms 409, 408 and 406.

Custodian Was not present
Fireman Joseph Ortiz
Building Square Footage  106,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 5+B
Comments on the Year Built 1898
Comments on the Student Population 989
Comments on the Staff Population 112
Comments on the Number of Classrooms 64
Weather Heavy Rain
Facade Photo

Facade A
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Main Entrance Photo

Facade A

Roof Photo

Roof 1 looking West
Have any Systems/Major Building Components been upgraded? Systems: Exterior Restitching, Repair of  Terra Cotta Copings

Years: 2010

Systems: Windows
Years: 1997

Systems: Coping and Parapets of north wing original building
Years: 2005

Systems: Renovation of Fourth Floor interior, which had been 
closed off for forty years

Years: 2004

Systems: Roof of north wing original building
Years: 2000
1929Have there been any New Building Additions?

Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

CopingCoping stone at the top of 
the wall is displaced.

Front facade, east wall at 
property line

Lisa Fioto
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