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Inspection Type Last EditedTime InInspectionId

J.H.S. 60 - MANHATTAN, 420 EAST 12 STREET, MANHATTAN, NY, 10009School:

 2100108 2011-03-04  09:22AM 2011-06-02  09:55AMARCHITECTURAL - SENIOR
 1970088 2011-03-04  08:29AM 2011-03-10  01:18PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Mark Federman
Principal Organization East Side Community High School - Manhattan
Meeting with Principal? No
Principal Feedback The Principal's concerns are as follows: 1)  There is concern about 

the current school that shares this building leaving and a new 
school coming in. The last move was very disruptive. 2) There is 
also concern about the Gym on the East side of the building, 
which was occupied by the school moving out. 3) The Auditorium 
is in need of upgrade, and it  is unsightly.  4) Cafeteria need new 
furniture.

Principal Name Christine Alvarez
Principal Organization Global Academy - Manhattan
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Anthony Assante
Fireman Ronald St. Hilair
Building Square Footage  120,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 5+B+Mech
Comments on the Year Built 1924
Comments on the Student Population 900
Comments on the Staff Population 175
Comments on the Number of Classrooms 66
Weather Fair
Facade Photo

Facade A
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Main Entrance Photo

Facade I

Roof Photo

Roof 1 looking West
Have any Systems/Major Building Components been upgraded? Systems: Exterior modernization including brickwork, Exterior 

Doors on 11th Street
Years: 2008

Systems: Windows, Exterior brick work, Parapets
Years: 2001

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

Stair doorsMissing Stair Door Stair D basement Anthony Assante,  
Custodian

Stone and steel Lintels and 
connective mortar

There is loose, falling and 
missing mortar at the Stone 
and Steel Lintels at both 
exit stairs leading up to the 
Plaza Deck from the 
Cafeteria. The steel Lintels 
supporting the stones are 
rusted.

Stone and Steel Lintel at 
Western exit stair onto 
Plaza Deck

Ronald St. Hilair, 
Fireman
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