
NYC Department of Education

Building Condition Assessment Survey 2008-2009

M060Architectural Inspection

Inspection Type Last EditedTime InInspectionId

J.H.S. 60 - MANHATTAN, 420 EAST 12 STREET, MANHATTAN, NY, 10009School:

 1271079 2009-02-26  08:41AM 2009-07-17  03:12PMARCHITECTURAL - SENIOR
 1191041 2009-02-26  08:18AM 2009-07-08  05:15PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Mark Federman
Principal Organization M060 -East Side Community H.S.
Meeting with Principal? Yes
Principal Feedback The principal had a concern about the Gymnasium. 

Padding and gates/fence are needed to make the Gymnasium safe.
Custodian Peter Gerry
Fireman Ronald
Comments on the Area (Square Feet) 121000
Comments on the Stories (Floors) plus Basements 5+B
Comments on the Year Built 1925
Comments on the Student Population 900
Comments on the Staff Population 120
Comments on the Number of Classrooms 75
Facade Photo

Main facade at 12th Street
Main Entrance Photo

Main entrance at 12th Street
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M060Architectural Inspection
Roof Photo

Main roof looking North-West
Have any Systems/Major Building Components been upgraded? Systems: Roof repairs

Years: 2006

Systems: Windows replacement including shades and 
re-pointing.

Years: 2000
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

Standing alone party wall 
and chain link fence (see 
violation 1)

The standing alone party 
wall with the Mosque at 
the West end of the park is 
falling apart, and the chain 
link fence on the top of the 
wall is leaning inward, 
towards the East end.

West end of the property, 
in the adjoining Park, 
completely away from the 
school

Peter Gerry - 
Custodian -

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Functionally Partially Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

NoExterior Entrances & Exits
SADDLE HEIGHT > 1/2"

YesYesExterior H/C Lifts

NoNoExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

NoInterior Corridors & Lobbies
CHANGE IN ELEVATION

YesYesInterior Elevators

YesYesInterior H/C Lifts

YesInterior Lobby Doors And Hardware
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