
NYC Department of Education

Building Condition Assessment Survey 2010-2011

M090Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 90 - MANHATTAN, 21 JUMEL PLACE, MANHATTAN, NY, 10023School:

 2100096 2011-02-17  09:25AM 2011-03-03  03:52PMARCHITECTURAL - SENIOR
 1970075 2011-02-17  08:34AM 2011-02-24  08:27AMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Jackie Keane
Principal Organization P.S. 138 - Manhattan
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Principal Name Pamela Russell
Principal Organization I.S. 321 - Manhattan
Meeting with Principal? Yes
Principal Feedback The Principal's concern is the plumbing. There are ongoing 

difficulties.

Principal Name Janet Heller
Principal Organization I.S. 324 - Manhattan
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Principal Name Ysidro Abreu  (Main Building Principal)
Principal Organization I.S. 319 - Manhattan
Meeting with Principal? Yes
Principal Feedback The Principal's concerns are as follows: 1) There are ongoing 

plumbing issues. The pressure for the flushing of the toilets is not 
great enough, so the toilets do not flush quickly enough; and then 
they overflow. The water fountains also  lack sufficient water 
pressure, and they break often. The sinks also have problems. 2) 
The toilet room stalls are loose.  3) Exterior fences are in 
disrepair.  4) Some of the swings are broken. 5) The Auditorium 
curtains often fall down. 6) There ware broken chairs in the 
Auditorium. 6) Some of the radiator covers fall off.

Custodian Tino Diaz, TC
Fireman Tino Diaz
Building Square Footage  161,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 4+B+PH
Comments on the Year Built 1994
Comments on the Student Population 1140
Comments on the Staff Population 184
Comments on the Number of Classrooms 73
Weather Fair
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Facade Photo

Facade A
Main Entrance Photo

Facade A

Roof Photo

Roof 1 looking North
No System UpgradedHave any Systems/Major Building Components been upgraded?

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage
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Entry Door bottom trim 
piece

There are two pieces of 
metal trim sticking out at 
the entry door on Facade B 
along Northern face of the 
building which could cause 
injury.

Entry at Facade B along 
Northern face of building

Tine Diaz

Stairs and LandingsRiser height difference Stair E/2 Tino Diaz, Custodian

Brick and mortarThere is loose brick and 
mortar at the corner of 
Facades G and H at the 
Northeast corner of 
building between the First 
and Second Floors. It is in 
danger of falling out onto 
people in the Play Yard 
below.

Corner of Facades G and 
H at Northeast corner of 
building between the 
First and Second Floors

Tino Diaz, Fireman 
and Temporary 
Custodian

SoffitPieces of concrete are 
falling down at the Soffit at 
the entry at Facade E along 
Edgecombe Ave. One 
piece has fallen down onto 
the ledge directly above the 
entry door and is in danger 
of falling further.

Soffit at entry at Facade 
E along Edgecombe Ave.

Tino Diaz, Fireman 
and Temporary 
Custodian

Steel beamsThere are two rusted and 
corroded steel beams in the 
Basement Hallway outside 
Room A002 underneath 
the Kitchen. Major rusting 
and spalling portends 
possible collapse.

Basement Hallway 
outside Room A002 
underneath Kitchen

Tino Diaz, Fireman 
and Temporary 
Custodian

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage

Steel beamsThere are two rusted and corroded steel 
beams in the Basement Hallway outside 
Room A002 underneath the Kitchen. Major 
rusting and spalling portends possible 
collapse.(Violation #4. A P.O.18 may have 
been filed, but the building is under 
temporary Custodial care and the number is 
not-known.)

Basement Hallway outside Room 
A002 underneath the Kitchen
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