
NYC Department of Education

Building Condition Assessment Survey 2008-2009

M099Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 99 - MANHATTAN, 410 EAST 100 STREET, MANHATTAN, NY, 10029School:

 49649 2008-11-05  08:34AM 2009-06-29  10:32AMARCHITECTURAL - SENIOR
 49642 2008-11-05  09:26AM 2009-07-09  03:43PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Erma Garceau - M 635
Principal Organization The Academy of Environmental Science Secondary School.
Meeting with Principal? Yes
Principal Feedback The Principal was concerned regarding the following items:

1)  Building security and cameras in this school building is 
needed.
2)  Lighting upgrades in the classrooms and corridors is required. 
Lighting is totally insufficient and brighter fixtures are needed.
3)  New classroom doors with vision panels are needed.
4)  Boys, girls, and staff toilets need updating and all toilet rooms 
need 3' wide doors.

Custodian Kieth Madine
Fireman Frank Sheeran
Comments on the Area (Square Feet) 115000
Comments on the Stories (Floors) plus Basements 5 + B
Comments on the Year Built 1924
Comments on the Student Population 884
Comments on the Staff Population 101
Comments on the Number of Classrooms 60
Facade Photo

View of North / East facades at  East 100th Street.
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Main Entrance Photo

View of main entrance to school at West facade from play yard.

Roof Photo

View of main roof of cage area looking South.
Have any Systems/Major Building Components been upgraded? Systems: Science Labs

Years: 2007

Systems: Windows, Auditorium and Play yard
Years: 2006

Systems: Exterior Doors
Years: 2002

Systems: Roofing
Years: 1999
1959Have there been any New Building Additions?

Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

NoExterior Entrances & Exits
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