
NYC Department of Education

Building Condition Assessment Survey 2008-2009

M132Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 132 - MANHATTAN, 185 WADSWORTH AVENUE, MANHATTAN, NY, 10033School:

 1271078 2009-02-25  07:54AM 2009-07-06  02:34PMARCHITECTURAL - SENIOR
 1191040 2009-02-25  08:43AM 2009-03-04  01:23PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Ms. Xiomara Nova
Principal Organization P.S. 132 - Manhattan
Meeting with Principal? Yes
Principal Feedback The principal had the following comments:

1- Cafeteria needs to be remodeled to include an official kitchen.
2- Toilet rooms are too old and need to be upgraded.
3- Upgrade electrical power capacity. Existing receptacles are 
insufficient to handle demand, and A.C. units are needed, 
especially for the summer program.

Custodian Armando Chavarria
Fireman John Fraser
Comments on the Area (Square Feet) 81000
Comments on the Stories (Floors) plus Basements 5+B
Comments on the Year Built 1905 (West wing along Wadsworth Avenue)
Comments on the Student Population 850
Comments on the Staff Population 158
Comments on the Number of Classrooms 44
Facade Photo

Facades at Wadsworth Avenue and 182nd Street
Main Entrance Photo

Main entrance at Wadsworth Avenue
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Roof Photo

Main roof of the East wing looking North-West. Note the top of 
the West wing parapet wall to the left.

Have any Systems/Major Building Components been upgraded? Systems: Exterior Doors replacement except Main Entrance 
Doors at Wadsworth Avenue

Years: 2007

Systems: Facades and Parapet masonry repairs
Years: 2003

Systems: Roof replacement including Flashing
Years: 2000

Systems: Window replacement
Years: 1994
In 1912, the East wing was addedHave there been any New Building Additions?

Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

NoExterior Entrances & Exits
DISTANCE BETWEEN OPEN DOORS < 4'
DOOR WIDTH < 36"

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

NoNoInterior Corridor Doors And Hardware

NoInterior Corridors & Lobbies
CHANGE IN ELEVATION

NoInterior Elevators

YesNoInterior H/C Lifts

NoInterior Lobby Doors And Hardware
CLEAR OPENING < 32"

NoInterior Ramps
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