
NYC Department of Education

Building Condition Assessment Survey 2008-2009

M136Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 136 - MANHATTAN, 6 EDGECOMBE AVENUE, MANHATTAN, NY, 10030School:

 49612 2008-11-06  08:35AM 2009-07-15  04:27PMARCHITECTURAL - SENIOR
 49599 2008-11-06  08:33AM 2009-06-04  05:04PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Larry Wilson
Principal Organization IS 136 (M136) Bread and Roses H.S. located on 1st to 3rd floors
Meeting with Principal? Yes
Principal Feedback The building requires the follows: 1. Electrical upgrading, 2. 

Science labs, 3.  A/C for the classrooms, 4. Toilet Room upgrades 
for male and female students to replace the existing Toilet Rooms 
that are in poor condition, 5. Complete  Auditorium upgrade 
required by all the schools, and 6. An elevator is needed for HC 
accessibility for staff and students.

Principal Name Balaine Walton
Principal Organization Mott Hall H.S. located on 4th Floor
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Principal Name Briony Carr
Principal Organization Knowledge and Power Academy  located on 5th Floor
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Kieran McKivergan
Fireman Dominick Deortentie
Comments on the Area (Square Feet) 113000
Comments on the Stories (Floors) plus Basements 5+B
Comments on the Year Built 1925
Comments on the Student Population 1300
Comments on the Staff Population 100
Comments on the Number of Classrooms 56
Facade Photo

Entry facade facing Edgecombe Avenue
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Main Entrance Photo

Main building entrance

Roof Photo

South end of roof
Have any Systems/Major Building Components been upgraded? Systems: Roof, Windows and Exterior wall pointing

Years: 1998
1970Have there been any New Building Additions?

Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

NoExterior Entrances & Exits
DISTANCE BETWEEN OPEN DOORS < 4'

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware
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