
NYC Department of Education

Building Condition Assessment Survey 2008-2009

M165Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 165 - MANHATTAN, 234 WEST 109 STREET, MANHATTAN, NY, 10025School:

 49578 2008-11-06  08:39AM 2009-07-07  01:18PMARCHITECTURAL - SENIOR
 49661 2008-11-06  08:28AM 2008-12-04  03:24PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Pedro De La Cruz
Principal Organization M165
Meeting with Principal? Yes
Principal Feedback School needs to upgrade its P.A. system.  School also needs an 

elevator to bring deliveries to the 5th floor.  More drinking 
fountains are required on the 5th floor.

Custodian Robert Henry
Fireman Anderson Waldon
Comments on the Area (Square Feet) 120000
Comments on the Stories (Floors) plus Basements 5+B
Comments on the Year Built 1898
Comments on the Student Population 1040
Comments on the Staff Population 146
Comments on the Number of Classrooms 61
Facade Photo

West 109th Street
Main Entrance Photo

West 109th Street
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M165Architectural Inspection
Roof Photo

Roof 5
Have any Systems/Major Building Components been upgraded? Systems: Toilet room and new flooring

Years: 2007

Systems: Windows and roof
Years: 2001

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

YesNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

NoInterior Corridors & Lobbies
CHANGE IN ELEVATION

NoInterior Elevators

YesNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

Art Rooms

Yes NoRooms 412 and 506

NOT ON ACCESSIBLE ROUTE

Auditorium

Yes NoFirst floor

NO STAGE ACCESS
NOT ON ACCESSIBLE ROUTE
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