NYC Department of Education
Building Condition Assessment Survey 2008-2009

Architectural Inspection M166
School: P.S. 166 - MANHATTAN, 132 WEST 89 STREET, MANHATTAN, NY, 10024
Inspectionld  Inspection Type Time In Last Edited
1271017 ARCHITECTURAL - SENIOR 2008-12-08 11:58AM  2009-07-01 01:33PM
1211019 ARCHITECTURAL - JUNIOR 2008-12-08 12:17PM  2009-06-24 09:40AM
Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information
Principal Name Mrs. Debra Hand
Principal Organization P.S. 166 - Manhattan
Meeting with Principal? Yes
Principal Feedback The Principal's comments are as follows: Gymnasium has leaks

from the roof. 2. 1st and 2nd floor sub-flooring has problems. 3.
Balusters in the main staircase are broken. 4. Gate in front of the
window at the intermediate landing of staircase B, at the East side,

is broken.
Custodian Alex Rodriguez
Fireman James Patalano
Comments on the Area (Square Feet) 73000
Comments on the Stories (Floors) plus Basements 5+B+PH
Comments on the Year Built 1898
Comments on the Student Population 614
Comments on the Staff Population 57
Comments on the Number of Classrooms 25

Facade Photo

Along West 89th Street.
Main Entrance Photo

At 89th Street.
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NYC Department of Education
Building Condition Assessment Survey 2008-2009

Architectural Inspection M166
Roof Photo

Main Roof looking West.

Have any Systems/Major Building Components been upgraded? Systems: Roof patching, Parapet, Exterior Walls repointing and
Windows replacement
Years: 2009
Have there been any New Building Additions? 1993 Penthouse on the roof top, Kitchen
Tandem No Tandem
Leased Space? No

Priority Condition

No condition recorded

Structural Engineer Required

Condition Description Component Affected Location Description Photolmage

No condition recorded

Accessibility

Status

Functionally Partially Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY

Exterior Routes

Exterior Entrances & Exits Yes
Exterior H/C Lifts No No
Exterior Ramps and Railings Yes Yes

Interior Routes

Interior Corridor Doors And Hardware Yes Yes
Interior Corridors & Lobbies Yes
Interior Elevators Yes Yes
Interior H/C Lifts Yes No
INOPERABLE
Interior Lobby Doors And Hardware Yes
Interior Ramps No

Room & Spaces

Art Rooms
4th floor, Room #404 Yes Yes
Auditorium
2nd floor Yes No
NO STAGE ACCESS
Cafeteria
1st floor Yes No

CLEAR OPENING < 32"
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