
NYC Department of Education

Building Condition Assessment Survey 2008-2009

M233Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 132 ANNEX - MANHATTAN, 601 WEST 183 STREET, MANHATTAN, NY, 10033School:

 49609 2008-11-04  08:43AM 2009-03-31  09:41AMARCHITECTURAL - SENIOR
 49596 2008-11-04  08:42AM 2008-12-02  11:49AMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Rodney Murphy
Principal Organization PS 132 ANNEX -MANHATTAN - M233
Meeting with Principal? Yes
Principal Feedback The Principal requires the following: 

1. Install wireless internet connection.
2. Repair exhaust vents in the two offices. 
3. Install an additional boys toilet room. There is only one boys 
toilet room in the entire building.

Custodian Was not present
Fireman Jorge Carchi
Comments on the Area (Square Feet) 33000
Comments on the Stories (Floors) plus Basements 3+B
Comments on the Year Built 1917
Comments on the Student Population 20
Comments on the Staff Population 13
Comments on the Number of Classrooms 6
Facade Photo

Corner of West 183rd Street and St. Nicholas Ave.
Main Entrance Photo

Main entrance at West 183rd Street
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Roof Photo

East side of roof facing St. Nicholas Avenue
Have any Systems/Major Building Components been upgraded? Systems: Partial window upgrade

Years: 1996

Systems: Roof
Years: 1998

Systems: Window Balances and Roof Repairs
Years: 2000

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? Yes
Year Leased 1978
Inspection Type Full Inspection

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

NoExterior Entrances & Exits
DISTANCE BETWEEN OPEN DOORS < 4'

NoNoExterior H/C Lifts

YesNoExterior Ramps and Railings
Interior Routes

YesNoInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

NoYesInterior Elevators
CAB SIZE < 51 IN. DEEP

YesNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

NoArt Rooms

NoAuditorium

Cafeteria
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Physical Breakdown Structure Exists Complies Required Deficiency

Yes NoBasement Floor

NOT ON ACCESSIBLE ROUTE

Class Rooms

Yes NoThird Floor only.

NOT ON ACCESSIBLE ROUTE
WHEELCHAIR PARKING NOT DESIGNATED

NoComputer Rooms

NoGymnasium

NoLibrary

NoMulti-purpose Room

NoScience Lab

Toilet Rooms (boys)

Yes No2nd Floor and 3rd Floor near Exit Stair 
B,

ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
INSUFFICIENT LATCH CLEARENCE
NO LEVER-TYPE HARDWARE
NOT ON ACCESSIBLE ROUTE
OPENING FORCE > 5 LBS.
SINK ARRANGEMENT
URINAL ARRANGEMENT
WATER CLOSET ARRANGEMENT

Toilet Rooms (girls)

Yes No3rd Floor near lockers

WATER CLOSET ARRANGEMENT
ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
INSUFFICIENT LATCH CLEARENCE
NO LEVER-TYPE HARDWARE
NOT ON ACCESSIBLE ROUTE
OPENING FORCE > 5 LBS.
SINK ARRANGEMENT
TURNING RADIUS

Toilet Rooms (staff)

Yes NoWomen's Toilet Room at Level 3M, 
Men's Toilet Room near Room 321.  
Level  2M & 3M

ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
INSUFFICIENT LATCH CLEARENCE
NO LEVER-TYPE HARDWARE
NOT ON ACCESSIBLE ROUTE
OPENING FORCE > 5 LBS.
SINK ARRANGEMENT
TURNING RADIUS
URINAL ARRANGEMENT
WATER CLOSET ARRANGEMENT
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Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
InspectedAreaway
InaccessibleAreaway Drain
InspectedAreaway Gratings

Condition 3- Fair
RUST, BROKEN, SUPPORTSDeficiency

Deficiency Location/Instance

20Deficiency Quantity
Quantity Uom L.F.
Potential Action REPLACE

PRIORITY 4Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

183rd Street sidewalk

Violations No violations recorded
InspectedAreaway Slab

Condition 2- Between Good and Fair
MINOR CRACKS, SPALLINGDeficiency
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