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Inspection Type Last EditedTime InInspectionId

ALTERNATIVE LEARNING CENTER - M, 601 WEST 183 STREET, MANHATTAN, NY, 10033School:

 2100044 2010-12-06  12:15PM 2011-01-06  08:51PMARCHITECTURAL - SENIOR
 1770041 2010-12-06  11:15AM 2010-12-16  02:11PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Sandra Maldonado - Jackson
Principal Organization Alternative Learning Center - Manhattan
Meeting with Principal? Yes
Principal Feedback The Principal's concern is that the DOE remove the belongings 

which are presently stored in Room 221. She is pleased with the 
improvements which have begun at this building.

Custodian Thomas Mitchell
Fireman Hose DeLeon, Handiman
Building Square Footage  32,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 3+B+2 Mezzanines (one above each of 2nd and 3rd Floors)
Comments on the Year Built 1920
Comments on the Student Population 245
Comments on the Staff Population 32
Comments on the Number of Classrooms 17
Weather Fair
Facade Photo

Facade A
Main Entrance Photo

Facade A
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Roof Photo

Roof 1 looking fast
Have any Systems/Major Building Components been upgraded? Systems: Roof replacement, Repointing at (West Facade),New 

Stucco finish on west and north facades, Parapets 
restucco, new camelback coping at north and west 
parapets.

Years: 2010 (currently)

Systems: Partial Window upgrade
Years: 1996

Systems: Roof
Years: 1998

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? Yes
Year Leased Not known
Inspection Type Full Inspection

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

StairsLast few steps are different 
height

Stair C at basement Thomas Mitchell, 
custodian

Fireproofing and decorative 
plaster

There are cracks in the 
concrete fire proofing and 
severe disintegration of the 
decorative plaster covering 
the ceiling and structural 
members throughout the 
Attic room at the interior 
of the Main Entrance 
Facade above the 3rd Floor 
Mezzanine ceiling. While 
this space is no longer used 
by students and staff, the 
plaster and fire proofing, 
could fall straight though 
the hung ceiling, which has 
no flooring above it, into 
the Classrooms below.  A 
large quantity of the 
decorative plaster is falling 
off.

Attic above the 3rd Floor 
ceiling at the Main 
Entrance Facade

Thomas Mitchell, 
Custodian
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