NYC Department of Education
Building Condition Assessment Survey 2008-2009

Architectural Inspection

M506

School: EDWARD A. REYNOLDS WEST SIDE HS-M, 140 WEST 102 STREET, MANHATTAN, NY, 10025

Inspectionld  Inspection Type

Time In Last Edited

49617 ARCHITECTURAL - SENIOR
49569 ARCHITECTURAL - JUNIOR

2008-11-05 08:43AM  2009-06-03 10:40AM
2008-11-05 08:17AM  2009-06-05 09:58AM

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes

Principal(s) Information
Principal Name
Principal Organization
Meeting with Principal?
Principal Feedback

Custodian

Fireman

Comments on the Area (Square Feet)

Comments on the Stories (Floors) plus Basements
Comments on the Year Built

Comments on the Student Population

Comments on the Staff Population

Comments on the Number of Classrooms

Facade Photo

Jean McTavish

M506 Edward A. Reynolds West Side High School.

Yes

The principal expressed the following concerns: 1. The HVAC
system need to be balanced. Room air distribution within the
building is not adequately controlled. Indoor temperature and air
quality are not acceptable. Some of the classrooms are extremely
cold, others too hot. 2. The original windows are defective and
some of them present a potential hazard (operable window part in
Room 324 fell from the wall onto the floor). 3. Several doors in
classrooms and offices have hardware problems and do not
properly close.

Philip Portelli

Ali Tarat

85000

3+B

1999

610

78

20

School West View
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NYC Department of Education
Building Condition Assessment Survey 2008-2009

Architectural Inspection
Main Entrance Photo

Roof Photo

Have any Systems/Major Building Components been upgraded?

Have there been any New Building Additions?
Tandem
Leased Space?

Priority Condition

-~ M
S

Front Entrance at 102nd Street

Roof 1 North View
Systems: Gymnasium New Flooring

Years: 2008

Systems: Library New Flooring
Years: 2007

No New Construction

No Tandem

No

No condition recorded

Structural Engineer Required

Condition Description Component Affected Location Description Photolmage
No condition recorded
Accessibility
Status
Fully Programmatic Accessible
Physical Breakdown Structure Exists Complies Required Deficiency
FUNCTIONAL ACCESSIBILITY
Exterior Routes
Exterior Entrances & Exits Yes
Exterior H/C Lifts No No
Exterior Ramps and Railings Yes Yes
Interior Routes
Interior Corridor Doors And Hardware Yes Yes
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NYC Department of Education
Building Condition Assessment Survey 2008-2009

Architectural Inspection M506
Physical Breakdown Structure Exists Complies Required Deficiency
Interior Corridors & Lobbies Yes
Interior Elevators Yes Yes
Interior H/C Lifts No No
Interior Lobby Doors And Hardware Yes
Interior Ramps No

Room & Spaces

Art Rooms

Room 222 Yes Yes
Auditorium No
Cafeteria

Basement Yes Yes
Class Rooms

Rooms 227, 324 (There are no Yes Yes

classrooms on the first floor)

Computer Rooms

Rooms 203, 227 Yes Yes
Gymnasium
Basement Yes Yes
Library
Room 100 Yes Yes
Multi-purpose Room No
Science Lab
Rooms 202, 210 Yes Yes
Toilet Rooms (boys)
Room B5, Near Rooms 209 and 309 Yes Yes
Toilet Rooms (girls)
Rooms B1, Near Rooms 209 and 309 Yes Yes
Toilet Rooms (staff)
Room B9, Near Rooms 209 and 309 Yes No
INSUFFICIENT LATCH CLEARENCE
TURNING RADIUS
URINAL ARRANGEMENT
Building Template
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Architectural Inspection
Question

NYC Department of Education
Building Condition Assessment Survey 2008-2009

Response

M506

ARCHITECTURAL

ATHLETIC FIELDS

Does not exist

EXTERIOR Inspected
Areaway Does not exist
Awnings And Canopies Does not exist
Chimney Does not exist
Coping Inspected
Condition 4- Between Fair and Poor
Deficiency CAST STONE:OPEN BED JOINT

Deficiency Location/Instance T Whogna st [T Main Eny Stairs
City Park LU'_'__ %?;gag) :
@ s |a =
£ BH ,\
@ 3
r W101stBST r
Deficiency Quantity 100
Quantity Uom L.F.
Potential Action REPOINT
Urgency of Action PRIORITY 3
Purpose of Action LEVEL 2
Deficiency Photo 1
Roof 1
Deficiency Photo 2
Roof 1
Violations No violations recorded
Deficiency CAST STONE:OPEN TRANSVERSE JOINTS

Deficiency Location/Instance

Deficiency Quantity
Quantity Uom
Potential Action
Urgency of Action
Purpose of Action

60

L.F.

REPOINT AND RECAULK
PRIORITY 3

LEVEL 2
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