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M510Architectural Inspection

Inspection Type Last EditedTime InInspectionId

FORSYTH HS (AUXSVC-OLD 91) - M, 198 FORSYTH STREET, MANHATTAN, NY, 10002School:

 1271120 2009-04-20  12:01PM 2009-05-06  02:08PMARCHITECTURAL - SENIOR
 1281123 2009-04-20  11:56AM 2009-05-11  12:25PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Paul Rotondo
Principal Organization FORSYTH  H.S.(AUXSVC-OLD 91)- M
Meeting with Principal? No
Principal Feedback The Principal returned the questionnaire with a list of concerns 

which are as follows:
1.Mice, rats and roaches are a constant problem.
2.Water leaks from heat pipes and cheap radiators which often 
breakdown.

Custodian Michael Wick
Fireman Ram Golam
Comments on the Area (Square Feet) 76000
Comments on the Stories (Floors) plus Basements 5+B
Comments on the Year Built 1908
Comments on the Student Population 1075
Comments on the Staff Population 85
Comments on the Number of Classrooms 50
Facade Photo

Main facade along Forsyth Street
Main Entrance Photo

Main students entrance at Stanton Street
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Roof Photo

Main roof looking North
Have any Systems/Major Building Components been upgraded? Systems: Two new Science Labs.

Years: 2007

Systems: Roof, flashing, Parapets, Coping, Roof Barriers,  
Windows, exterior Guards, Window Shades and 
Exterior Doors.

Years: 2001
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

NoExterior Entrances & Exits
DISTANCE BETWEEN OPEN DOORS < 4'
SADDLE HEIGHT > 1/2"

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

NoYesInterior Corridor Doors And Hardware
CLEAR OPENING < 32"

NoInterior Corridors & Lobbies
CHANGE IN ELEVATION

YesYesInterior Elevators

YesNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

Art Rooms

Yes YesRoom 208

Auditorium
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