
NYC Department of Education

Building Condition Assessment Survey 2010-2011

M510Architectural Inspection

Inspection Type Last EditedTime InInspectionId

FORSYTH HS (AUXSVC-OLD 91) - M, 198 FORSYTH STREET, MANHATTAN, NY, 10002School:

 2100043 2010-12-03  08:58AM 2011-05-11  10:53AMARCHITECTURAL - SENIOR
 1770040 2010-12-03  08:43AM 2010-12-08  10:13AMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Paul Rotundo
Principal Organization Cascades High School
Meeting with Principal? Yes
Principal Feedback The Principal's concerns are as follows: 1) A telephone upgrade is 

needed. The old Verizon lines are in poor condition; 2) There are 
about sixteen metal doors which need vision panels; 3)  The 
Principal desires that the gates to the roof be moved so as to do 
away with the blind black areas which presently exist between the 
Fifth Floor hallway and the Roof gates; 4) The Auditorium chairs 
are in need of upgrade; 5) The school desires a Library. A large 
Fourth Floor Classroom has been designated, but funding is 
needed; 6)  Stair A  is in need of repair and presents a slip hazard; 
7) The school does not have enough space. The Principal wishes 
to use the Basement Boiler Room and surrounding areas for a 
student Gym or for Classrooms. This is a High School with an 
Elementary school-sized Gym. The space exists to expand; 9) Air 
Conditioning is desired for the Auditorium, which presently 
cannot be used in the warm months.

Principal Name Barbara Diliberti
Principal Organization Tenzer Center GED Plus
Meeting with Principal? Yes
Principal Feedback The Principal's concerns are as follows: 1) A wall is desired to 

separate rooms 407 and 408;  2) The Principal's office carpet is in 
need of replacement.

Principal Name Ingrid Roberts-Haynes
Principal Organization Forsyth Satellite Academy
Meeting with Principal? Yes
Principal Feedback The Principal's concerns are as follows: 1) A PA System serving 

this school only is desired; 2) The Principal would like access to 
the school (on the Second Floor) to be through a locked door; 3) 
Vision panels are desired for four wooden Classroom doors.

Custodian Ismael Roldan
Fireman Ram Ramgolam
Building Square Footage  76,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 5+B
Comments on the Year Built 1908
Comments on the Student Population 850
Comments on the Staff Population 75
Comments on the Number of Classrooms 56
Weather Fair
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Facade Photo

Facade A
Main Entrance Photo

Facade A

Roof Photo

Roof 1 looking Northwest
Have any Systems/Major Building Components been upgraded? Systems: Repointing and Flood Elimination work at Facades D 

and H (Eldridge Street Facade)
Years: 2010

Systems: Exterior Modernization including Roofs Flashing, 
Parapets, Coping, Windows and Exterior Doors

Years: 2001

Systems: Science Labs (2)
Years: 2007

Have there been any New Building Additions? No New Construction
Tandem No Tandem
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Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility
Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? Yes
Is the building a multi-story building? Yes

Are All floors of the building accessible through compliant means? Yes
Accessible classrooms exists on each floor? Yes

Boys and Girls or Unisex accessible toilets exist on at least every other floor? No
Is there at least one Boys and Girls or Unisex toilet accessible In the building? No

Building Accessibility Status? Not Accessible. Building is not Functionally 
Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES

NoExterior Entrances & Exits
DISTANCE BETWEEN OPEN DOORS < 4'
SADDLE HEIGHT > 1/2"

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
INTERIOR ROUTES

NoYesInterior Corridor Doors And Hardware
CLEAR OPENING < 32"

YesInterior Corridors & Lobbies

YesYesInterior Elevators

YesNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
ROOM & SPACES

Art Rooms

Yes YesRoom 313

Auditorium

Yes NoFirst Floor

NO STAGE ACCESS
NOT ON ACCESSIBLE ROUTE

Cafeteria

Yes YesFirst Floor

Class Rooms

Yes YesClassrooms at each floor

Computer Rooms

Yes YesRooms 213, 305, 313, 407, 409

NoGymnasium

NoLibrary

Main Office

Yes YesRooms 210, 310, 514

Multi-purpose Room

Yes NoFirst Floor

NOT ON ACCESSIBLE ROUTE
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Physical Breakdown Structure Exists Complies Required Deficiency
NoNurse's Office

Science Lab

Yes YesRooms 204, 404

Toilet Rooms (boys)

Yes NoBoys' Toilet Room on Second, Third and 
Fifth Floors

ACCESSORY ARRANGEMENT
OPENING FORCE > 5 LBS.
SINK ARRANGEMENT
TURNING RADIUS
URINAL ARRANGEMENT
WATER CLOSET ARRANGEMENT

Toilet Rooms (girls)

Yes NoGirls' Toilet Room on Second, Third and 
Fifth Floors

ACCESSORY ARRANGEMENT
SINK ARRANGEMENT
TURNING RADIUS
WATER CLOSET ARRANGEMENT

Toilet Rooms (staff)

Yes NoStaff Toilet Room at each floor

WATER CLOSET ARRANGEMENT
ACCESSORY ARRANGEMENT
SINK ARRANGEMENT
TURNING RADIUS

Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
InspectedAREAWAY
Facade A - AW 1, 2, 9, 10 and Facade 5 - AW 4, 5, 6, 7 and 8Instance

Instance Condition 4- Between Fair and Poor

10Instance Quantity
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Question Response

EXTERIOR
AREAWAY

Instance Quantity Uom EACH

AREAWAY DRAINS:CLOGGEDDeficiency
Deficiency Location/Instance

3Deficiency Quantity
Quantity Uom EACH
Potential Action MAINTENANCE

PRIORITY 5Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Facade A - AWl

Violations No violations recorded

AREAWAY GRATINGS:MAJOR RUSTING AND / OR 
BROKEN SUPPORTS

Deficiency

Deficiency Location/Instance

5Deficiency Quantity
Quantity Uom L.F.
Potential Action REPLACE

PRIORITY 4Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Facade A - AW 9 - damaged wall at support locations:

Deficiency Photo 2

Facade A - AW10 - major rust
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