
NYC Department of Education

Building Condition Assessment Survey 2010-2011

M535Architectural Inspection

Inspection Type Last EditedTime InInspectionId

PARK WEST HS (ECF) - MANHATTAN, 525 WEST 50 STREET, MANHATTAN, NY, 10019School:

 1940070 2010-12-15  08:34AM 2010-12-22  04:36PMARCHITECTURAL - SENIOR
 1880069 2010-12-15  09:27AM 2011-04-22  09:04AMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

The Area behind the auditorium stage is inaccessible, blocked by 
a temporary plywood wall.

Comments on Inaccessible Inspection

Principal(s) Information
Principal Name Matthew Corallo
Principal Organization Hospitality Management H.S. - M296
Meeting with Principal? Yes
Principal Feedback The Principal handed in a list of concerns as follows:

1. AC does not work
2. Elevators repeatedly out of service 3. Inadequate ventilation 4. 
Electrical system not adequate. 5. Lunchroom facilities 6. Internet 
not adequate 7. Heating system not adequate 8. Toilet rooms need 
upgrade 9. Auditorium (sound system / dividers) 10. PA system 
not working 11. Need more cameras 12. Outdated and 
nonfunctional labs 13. Outdated and nonfunctional kitchens

Principal Name Matthew Willoughby
Principal Organization Urban Assembly School of Design & Construction, M-300
Meeting with Principal? No
Principal Feedback The Principal forwarded comments from his staff as follows:

1. Temperature control is an ongoing issue. rooms are either too 
hot or too cold
2. Electric Wiring issue in Room 470
3. Water leaks in room 411 when it rains.

Principal Name Jackie Keane
Principal Organization P.S. 138 - Manhattan
Meeting with Principal? No
Principal Feedback The Principal's comments were as follows: 1. Fire Alarms are not 

working 2. Many Classroom phones do not ring when called 3. 
Outdated and nonfunctional labs 4. HVAC issues: Not enough 
heat or too much heat. Lack of AC in warmer seasons makes it 
very uncomfortable especially since the school has now perimeter 
windows.

Principal Name Mirza Sanchez-Medina
Principal Organization Manhattan Bridges HS, M-542
Meeting with Principal? No
Principal Feedback The Principal's Comments were as follows:

1. Intercom system does not work.
2. Heating System works intermittently.
3. Intermittent power outages.
4. AC still not working.
5. Ceiling tiles are missing.

Principal Name Gillian Smith
Principal Organization Facing History HS, M-303
Meeting with Principal? No
Principal Feedback The Principal's Comments were as follows:

1. Inability to regulate HVAC systems. When the heat is on, The 
HS of Food and Financing is overheated. When the Heat is of, 
The other schools in the building freeze.
2. The Elevators are constantly breaking down.
3. The lighting in our school is dim, compared to the other 
schools in the building.
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Principal Name Roger E. Turgeon
Principal Organization Food and Financing HS, M-288
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Gerard Burns
Fireman Was not present
Building Square Footage  379,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 5 + B + SB + PH
Comments on the Year Built 1977
Comments on the Student Population 2243
Comments on the Staff Population 284
Comments on the Number of Classrooms 136
Weather Fair
Facade Photo

West 50th Street
Main Entrance Photo

525 West 50t Street

Page 2 of 58 Print Date: 6/26/2011Mobile Validity Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2010-2011

M535Architectural Inspection
Roof Photo

View East from roof P3
Have any Systems/Major Building Components been upgraded? Systems: Exterior Doors

Years: 2010

Systems: Exterior wall repairs, Concrete Stair at main entrance 
including new railings

Years: 2009

Systems: Brick Facades, Parapets and coping
Years: 2000

Systems: Windows and roofing
Years: 1999

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage

StructuralThe custodian reported he has information 
(obtained from the MTA, who has access to 
this area) That a steel beam, supporting the 
ramp on East 50th Street is severely rusted 
and needs to be looked at. there is no access 
to the spot from the school. It is accessible, 
according to the custodian, Mr. Burnes. via 
the subway tunnel.

East 50th Street Ramp, no access 
from the school to get bellow the 
ramp

Accessibility
Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? Yes
Is the building a multi-story building? Yes

Are All floors of the building accessible through compliant means? Yes
Accessible classrooms exists on each floor? Yes

Boys and Girls or Unisex accessible toilets exist on at least every other floor? Yes
If the following spaces exist, are they ALL accessible? Art Room, Auditorium, 
Cafeteria, Computer, Gymnasiums, Library, Multipurpose Room, Science Labs

Yes

Building Accessibility Status? Functionally Fully Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
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