
NYC Department of Education

Building Condition Assessment Survey 2008-2009

Q008Architectural Inspection

Inspection Type Last EditedTime InInspectionId

J.H.S. 8 - QUEENS, 108-35 167 STREET, QUEENS, NY, 11433School:

 1288070 2009-03-16  12:15PM 2009-03-27  11:19AMARCHITECTURAL - SENIOR
 1289109 2009-03-16  11:55AM 2009-03-26  10:26AMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Dr. John Murphy
Principal Organization J. H. S.  8 - Queens , The New Preparatory Middle School for 

Technology and the Arts
Meeting with Principal? Yes
Principal Feedback The Principal expressed the following concerns 1. Heating System 

controls need an upgrade. 2. Boiler is used to heat hot water and 
at times overheats certain spaces. 3. 3nd floor hallway lights are 
inadequate. This creates a management problem. 4. Air  
Conditioners required for first floor classrooms. Electrical outlets 
and sleeves  are in place. School has a  summer  program. 5. 
Library electrical outlets need to be moved from rear well to 
window wall. This is so that computers can be used at this 
location. 6 Signage required at main entrance with proper school 
identification. 7. School is functionally handicap accessible to the 
first floor and all student toilets are ADA compliant. School  now 
needs an elevator to make entire building ADA compliant.

Principal Name Katiana  Louissaint
Principal Organization Academy of  Leadership and Communication Arts
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Principal Name Cheryl Spencer
Principal Organization Academy of Law and Technology
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Principal Name Sharon  Odwin
Principal Organization Academy of Health, Science and Communication Arts
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Dennis Mortensen
Fireman Paul Acousta
Comments on the Area (Square Feet) 156,000
Comments on the Stories (Floors) plus Basements 4+ B
Comments on the Year Built 1963
Comments on the Student Population 150
Comments on the Staff Population 950
Comments on the Number of Classrooms 54
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Facade Photo

167th Street
Main Entrance Photo

167th Street

Roof Photo

Roof #3, classroom wing
Have any Systems/Major Building Components been upgraded? Systems: Windows

Years: 2005

Systems: Auditorium /  gym upgrade
Years: 2007

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded
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Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
1st floor only Functionally Fully Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

NoNoExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

NoInterior Elevators

YesYesInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

Art Rooms

Yes NoRoom  329

NOT ON ACCESSIBLE ROUTE

Auditorium

Yes Yes1st floor

Cafeteria

Yes NoBasement

NOT ON ACCESSIBLE ROUTE

Class Rooms

Yes Yes1st floor

Computer Rooms

Yes NoRooms 201, 312, 422

NOT ON ACCESSIBLE ROUTE

Gymnasium

Yes Yes1st floor

Library

Yes NoRoom 214

NOT ON ACCESSIBLE ROUTE

NoMulti-purpose Room

Science Lab

Yes NoRooms 407, 406,405,402

NOT ON ACCESSIBLE ROUTE

Toilet Rooms (boys)

Yes Yes1st floor

Toilet Rooms (girls)

Yes Yes1st floor

Toilet Rooms (staff)

Yes Yes1st floor
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Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
InspectedAreaway
InspectedAreaway Drain

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedAreaway Gratings

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedAreaway Slab

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedAreaway Stair Railings

Condition 4- Between Fair and Poor
DETERIORATEDDeficiency

Deficiency Location/Instance

60Deficiency Quantity
Quantity Uom L.F.
Potential Action REPLACE

PRIORITY 4Urgency of Action
LEVEL 2Purpose of Action
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