
NYC Department of Education

Building Condition Assessment Survey 2010-2011

Q023Architectural Inspection

Inspection Type Last EditedTime InInspectionId

QUEENS ACADEMY HS - QUEENS, 138-11 35 AVENUE, QUEENS, NY, 11354School:

 1930027 2010-10-18  11:56AM 2010-10-29  01:30PMARCHITECTURAL - SENIOR
 1890022 2010-10-18  12:01PM 2010-10-28  03:46PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Ms. Beverly Short
Principal Organization HS Q023  Queens
Meeting with Principal? Yes
Principal Feedback The Principals concerns were as follows; 1- The building has 

insufficient toilets for the students and staff. 2- The electrical 
system needs to be upgraded.

Custodian Was not present
Fireman Mr. Frank Pemberton
Building Square Footage  21,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 2+B
Comments on the Year Built 1898
Comments on the Student Population 300
Comments on the Staff Population 27
Comments on the Number of Classrooms 11
Weather Fair
Facade Photo

35th Avenue Facade
Main Entrance Photo

35th Avenue Entrance

Roof Photo Not taken
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Have any Systems/Major Building Components been upgraded? Systems: Exterior Doors

Years: 2009

Systems: Science Lab
Years: 2006

Systems: Facades Repointing, Roof Repairs, Window 
replacement, new Boilers

Years: 2000
Side wings added in 1907Have there been any New Building Additions?

Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

Classroom/Corridor DoorMissing Corridor Door Across Stair C/Basement Frank Pemberton

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility
Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? No
Building Accessibility Status? Not Accessible. Building is not Functionally 

Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES

NoExterior Entrances & Exits
SADDLE HEIGHT > 1/2"

YesNoExterior H/C Lifts

YesNoExterior Ramps and Railings
INTERIOR ROUTES

NoYesInterior Corridor Doors And Hardware
CLEAR OPENING < 32"

NoInterior Corridors & Lobbies
WIDTH < 5'

NoInterior Elevators

YesNoInterior H/C Lifts

NoInterior Lobby Doors And Hardware
CLEAR OPENING < 32"

NoInterior Ramps
ROOM & SPACES

NoArt Rooms

NoAuditorium

Cafeteria

Yes NoBasement

NOT ON ACCESSIBLE ROUTE

Class Rooms

Yes NoNone on Accessible Route

NOT ON ACCESSIBLE ROUTE
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Physical Breakdown Structure Exists Complies Required Deficiency

Computer Rooms

Yes NoRoom  101

NOT ON ACCESSIBLE ROUTE

NoGymnasium

NoLibrary

Main Office

Yes NoRoom 201

NOT ON ACCESSIBLE ROUTE

NoMulti-purpose Room

NoNurse's Office

Science Lab

Yes NoRoom 104, 106

NOT ON ACCESSIBLE ROUTE

Toilet Rooms (boys)

Yes NoNone on Accessible Route

CLEAR OPENING < 32"
INSUFFICIENT LATCH CLEARENCE
NOT ON ACCESSIBLE ROUTE
SINK ARRANGEMENT
TURNING RADIUS
WATER CLOSET ARRANGEMENT

Toilet Rooms (girls)

Yes NoNone on Accessible Route

ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
NOT ON ACCESSIBLE ROUTE
SINK ARRANGEMENT
TURNING RADIUS
WATER CLOSET ARRANGEMENT

Toilet Rooms (staff)

Yes NoNone on Accessible Route

ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
NOT ON ACCESSIBLE ROUTE
SINK ARRANGEMENT
TURNING RADIUS
WATER CLOSET ARRANGEMENT
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Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
Does not existAREAWAY
Does not existAWNINGS AND CANOPIES
InspectedCHIMNEY
MasonryMaterial Type(s)

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
Does not existCOPING
InspectedCORNICE

Condition 3- Fair

No deficiencies recordedDeficiency
InspectedDOORS
InspectedDOOR HARDWARE

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedDOORS AND FRAMES

Condition 1- Good
No deficiencies recordedDeficiency
InspectedLINTELS

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
Does not existTRANSOM/SIDE LIGHT
InspectedEXTERIOR SOFFITS

Condition 3- Fair

CONCRETE:DETERIORATEDDeficiency
Roof Plan Reference
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