
NYC Department of Education

Building Condition Assessment Survey 2008-2009

Q025Architectural Inspection

Inspection Type Last EditedTime InInspectionId

J.H.S. 25 - QUEENS, 34-65 192 STREET, QUEENS, NY, 11355School:

 1282059 2009-01-26  12:09PM 2009-07-08  04:17PMARCHITECTURAL - SENIOR
 1284060 2009-01-26  12:15PM 2009-07-13  01:22PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Joseph Catone
Principal Organization J.H.S. 25 Queens
Meeting with Principal? Yes
Principal Feedback The Principal had the following concerns: The HVAC system for 

the central core does not work and the plumbing in the building is 
deteriorating.

Principal Name Cynthia Schneider
Principal Organization Q285 - World Journalism
Meeting with Principal? Yes
Principal Feedback The Principal had the following concerns. The windows open too 

high and are translucent preventing view of outside; The HVAC 
system of the central core is very poor.

Principal Name Debbie Edmonds
Principal Organization PS 233
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian John Klieber
Fireman Angel Saez
Comments on the Area (Square Feet) 173000
Comments on the Stories (Floors) plus Basements 3+B+SB
Comments on the Year Built 1969
Comments on the Student Population 1360  (IS 25 has 890; Q285 has 445 and PS 233 has 25)
Comments on the Staff Population  146  (IS 25 has 80; Q285 has 40 and PS 233 has 26)
Comments on the Number of Classrooms 65  (IS 25 has 41; Q285 has 18 and PS 233 has 6)
Facade Photo

192nd Street facade
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Main Entrance Photo

1992

Roof Photo

Roof 1, looking south from bulkhead 3
Have any Systems/Major Building Components been upgraded? Systems: Exterior walls

Years: 2008
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Fully Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies
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Physical Breakdown Structure Exists Complies Required Deficiency

YesYesInterior Elevators

NoNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

Art Rooms

Yes YesRoom B60 - 62

Auditorium

Yes Yes2nd floor

Cafeteria

Yes YesBasement

Class Rooms

Yes YesAll floors

Computer Rooms

Yes YesRooms 262 and 325

Gymnasium

Yes YesBasement

Library

Yes YesB8

NoMulti-purpose Room

Science Lab

Yes YesRooms 156, 260, 362,

Toilet Rooms (boys)

Yes YesRoomsbB06, 111 and 309

Toilet Rooms (girls)

Yes YesRooms B18, 108 and 308

Toilet Rooms (staff)

Yes YesRoom 118 and 314

Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist
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Question Response

EXTERIOR Inspected
InspectedAreaway
InspectedAreaway Drain

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedAreaway Gratings

Condition 4- Between Fair and Poor
SLIGHTLY RUSTEDDeficiency

Deficiency Location/Instance

600Deficiency Quantity
Quantity Uom S.F.
Potential Action MAINTENANCE

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Alomg 192nd Street facade

Violations No violations recorded
InspectedAreaway Slab

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedAreaway Stair Railings

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedAreaway Stairs

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedAreaway Walls

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedAwnings And Canopies

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedChimney

Condition 3- Fair

BRICK:MINOR CRACKS AND SPALLINGDeficiency
Deficiency Location/Instance

40Deficiency Quantity
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