
NYC Department of Education

Building Condition Assessment Survey 2010-2011

Q025Architectural Inspection

Inspection Type Last EditedTime InInspectionId

J.H.S. 25 - QUEENS, 34-65 192 STREET, QUEENS, NY, 11355School:

 1500114 2011-02-23  08:55AM 2011-04-14  03:29PMARCHITECTURAL - SENIOR
 1820090 2011-02-23  11:04AM 2011-03-21  02:51PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

An Asbestos Abatement Project is currently underway in the 
Basement. Any spaces on that level were inaccessible for 
inspection. The Cellar level below that with the Boiler Room and 
other support spaces was accessible for inspection.  T he Awning 
was inaccessible due to a sidewalk shed at the Main Entrance.

Comments on Inaccessible Inspection

Principal(s) Information
Principal Name Mary Ellen Beirne
Principal Organization J.H.S. 25 - Queens
Meeting with Principal? No
Principal Feedback The Principal returned the questionnaire with the following 

comments: 1) The main concern is with the heating system. It 
does not function well within all of the rooms simultaneously. 2) 
The roof needs to be redone. 3) Security cameras need to be 
installed and working.. 4) The inner classrooms have no windows.

Principal Name Cynthia Snyder
Principal Organization World Journalism Preparatory - Q 285 - Queens
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Principal Name Debby Edmonds
Principal Organization P.S. 233 at I.S. 35 - Queens
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Was not present
Fireman Joe Litell, Handyman
Building Square Footage  173,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 3+B+C
Comments on the Year Built 1970
Comments on the Student Population 1446
Comments on the Staff Population 218
Comments on the Number of Classrooms 98
Weather Fair
Facade Photo

192nd Street Facade

Page 1 of 39 Print Date: 6/26/2011Mobile Validity Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2010-2011

Q025Architectural Inspection
Main Entrance Photo

Main Entrance, 192nd Street

Roof Photo

Roof 2
Have any Systems/Major Building Components been upgraded? Systems: Exterior Walls Repaired, Exterior Doors

Years: 2009

Systems: First and Third Floor HC Accessible Toilet Room 
Upgrades

Years: 2008
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

Classrooms/Floor FinishTripping hazard - exposed 
electrical boxes in rooms 
152, 160, 220

Rooms 152, 160, 220 Joe Littell

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded
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