
NYC Department of Education

Building Condition Assessment Survey 2008-2009

Q093Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 93 - QUEENS, 66-56 FOREST AVENUE, QUEENS, NY, 11385School:

 1288019 2008-12-17  08:33AM 2009-07-06  01:31PMARCHITECTURAL - SENIOR
 1284025 2008-12-17  08:33AM 2009-01-19  07:13PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Edward Santos
Principal Organization I.S. 93- Queens
Meeting with Principal? Yes
Principal Feedback The Principal would like the following: 

1. The Principal has a concern about the 9" x 9" tiles and would 
like them replaced.
2. The Principal would like an upgrade of the plumbing in the 
toilet rooms.
3. There is water infiltration at some classrooms on the Fifth floor 
and would like the situation remedied.
4. The old windows in the Girls' Locker room, Cafeteria, Kitchen, 
Dance room and Music room are inoperable and have  water 
infiltration. The Principal would like these replaced.
5. The Principal would like a lighting upgrade.
6. The Principal would like air conditioning in the Cafeteria and 
the Auditorium.
7. The Principal would like an electrical upgrade for student 
computers, since the circuit breakers are being overloaded.

Custodian Issac Alboher
Fireman Matt Kawley
Comments on the Area (Square Feet) 132000
Comments on the Stories (Floors) plus Basements Original building - 5+B; 1961 Addition - 2+B; 1998 Addition -  

3 (no basement)
Comments on the Year Built 1917
Comments on the Student Population 1312
Comments on the Staff Population 154
Comments on the Number of Classrooms 67
Facade Photo

Madison Street facade
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Main Entrance Photo

Main Entrance facade-Forest Avenue

Roof Photo

Main roof
Have any Systems/Major Building Components been upgraded? Systems: Roof; Brick (Re-pointing); Windows

Years: 2002
1964 Addition which included Gymnasium, Cafeteria, two 
Locker rooms (Boys and Girls) and Lobby.

Have there been any New Building Additions?

1998 Addition which included sixteen classrooms and three 
offices.

Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes
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