
NYC Department of Education

Building Condition Assessment Survey 2010-2011

Q098Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 98 - QUEENS, 40-20 235 STREET, QUEENS, NY, 11363School:

 1930033 2010-10-25  10:49AM 2011-05-11  11:23AMARCHITECTURAL - SENIOR
 1890028 2010-10-25  12:15PM 2011-05-02  02:54PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Sheila B. Huggins
Principal Organization P.S.  098   Queens
Meeting with Principal? Yes
Principal Feedback The Principals concerns were as follows: 1) The cornice repair 

finish does not match the original. 2) The Principal had no other 
concerns.

Custodian Omar Thompson
Fireman Anthony C. Jones
Building Square Footage  37,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 2+B
Comments on the Year Built 1931
Comments on the Student Population 271
Comments on the Staff Population 28 Full Time , 9 Part Time
Comments on the Number of Classrooms 16
Weather Fair
Facade Photo

235th Street Facade
Main Entrance Photo

235th Street Facade
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Roof Photo

Roof 2
Have any Systems/Major Building Components been upgraded? Systems: Cornice repair, Exterior Wall repair, Repointing, 

Chimney repair, Areaways, Coping, New Wing Flat 
Roof replacement, Schoolyard Retaining Wall.

Years: 2008

Systems: Play Yard
Years: 2010
Auditorium, Gym/Cafeteria 1932Have there been any New Building Additions?

Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

Paving - Student Non UseHeaving Teachers' Parking Lot 
entrance

Omar Thompson - 
Custodian

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility
Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? No
Building Accessibility Status? Not Accessible. Building is not Functionally 

Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES

YesExterior Entrances & Exits

YesNoExterior H/C Lifts

YesYesExterior Ramps and Railings
INTERIOR ROUTES

NoNoInterior Corridor Doors And Hardware

NoInterior Corridors & Lobbies
CHANGE IN ELEVATION

NoInterior Elevators

YesNoInterior H/C Lifts
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